» Hermanson

AIR OUTLET TEST REPORT
JOB #: TEST DATE: 9/19/13
JObNAME: 727  covillye fowi/ TECHNICIAN: Mike Leiphart
DWG Reference TEST APPARATUS: hood
SYSTEM:
Preliminary
AREA SERVED OUTLET DESIGN FINAL
NO. TYPE | SIZE CFM CFM | CFM CFM | CFM CFM REMARKS
System validation lab 1 1600 1400
CD 22" 1400
System validation lab 2 oD - 1600 1325 1425 —
System validation lab 3 1600 1275
CD 22" 1200 open
System validation lab 4 1600 1275
CD 22" 1325
System validation lab 5 1600 1375
CD 22" 1525
8000 6750




