POWER GENERAL NOTES - NON-RESIDENTIAL PROJECT
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e 7 T50kVA 1201208y ) e AT V3 GRIDi# 225055-166405
------ 2% 225056-165409 NO REMOVE (3) 4-POS JBOXES _ ' | - o _
_________ REMOVE (9) 1/0 L/B ELBOWS All work is to be done in accordance with local municipal and county permit requirements as applicable.
ABANDON VAULT & LID Inclement weath diti delavs in construction ti nd dates.
('gg’i 62546?) 225052“166425 ncliement weather CONnaions may cause delays in constructon tmes a ates
\‘g 295048-1¢ AT V4 GRID# 225056-166409 EX?A\:_ATION:tJhe I::utst:me(; i:etroppsrgvir;le e:’II tr:jenclr;ing_, bacifil, vatuléugxcavaﬁoniﬁrppacﬁqnegnd
restoralion per this sKetch an stangargs. minimum proiecive cover o IS requireda over
X1 REMOVE EXISTING 750KVA PM XFMR PSE’s primary voltage equipment and 24" is required of PSE's secondary voltage equipment. The customer
(594387 REMOVE (3) 1/0 L/B ELBOWS will provide any and all shoring or they will side slope the irench to 1:1.
ABANDON VAULT & LID
AT V5 GRID# 225066-166398
REMOVE (3) 1/0 L/B ELBOWS
4 AT V6 GRID# 225037-166351
s T M ! REMOVE (3) 4-POS JBOXES
e P S gy REMOVE (9) 1/0 L/B ELBOWS
- P i F E,‘ hbddd 1“1 ABANDON VAULT & LID
9 225034-16 AT V7 GRID# 225035-166354
1. s,
8 PARKPLACE CTR 1 REMOVE EXISTING 225KVA PM XFMR
':: 323 i REMOVE (3) 1/0 L/B ELBOWS
:; r '4 ABANDON VAULT & LID
2 A ————
< ot %
:; J \ \L‘I AT V8 GRID# 224982-166348
:E S\ L } REMOVE (3) 1/0 L/B ELBOWS
$ f W . f CLOSE IN NORMAL OPEN EROSION & SEDIMENT CONTROL REQUIREMENTS .
p3 5. i EROSION & SEDIMENT CONTROL SHALL BE PER PSE STANDARD PRACTICE
¢ i @ AT V9 GRID¥# 224981-166378 0150.3200 TECHNIQUES FOR TEMPORARY EROSION & SEDIMENT CONTROL
e L | REMOVE (3) 1/0 /B ELBOWS & ANY ADDITIONAL LOCAL JURISDICITON REQUIREMENTS. |
: : “} ?_.,J_“! g.g_lc_:EAé. Sg?:ﬁﬁlﬁglONS MAY HAVE ADDITIONAL REQUIREMENTS INCLUDING
; WHERE EROSION OR SEDIMENT CONTROL STRUCTURES
f : - ) ] AT V10 GRID# 225006-166379 ARE TO BE INSTALLED, CROSS SECTION DETAILS OF THE TYPICAL EROSION
:: L I REMOVE EXISTING 300KVA PM XFMR STRUCTURES, & SPECIAL REQUIREMENTS FOR WORK IN SENSITIVE AREAS.)
:‘;' — . REMOVE (3) 1/0 L/B ELBOWS
@ i ABANDON VAULT & LID
S 25kVA 120
$ V2-V3
. e s
:,: ' % REMOVE (1) RUN OF 3PH UG PRI CABLE, L = 240'
$ ; @3\ “““““ S - FOREMAN (CHECK BOX WHEN COMPLETED) Vicinity Map
:: 4 225013-166407 \ V3 -V4 O PSE Equipment LOCKED/SECURED & Work Area left in CLEAN'SAFE Gondition. TG. PG.536 D3
[ S rid, ,an #tch numbers &V A
$ 285, 300kVA 1201208v | (9751371) REMOVE (1) RUN OF 3PH UG PRI CABLE, L = 30 ) Pl Gragos REDLINED o Ao - = VERFIER.- (O YR o S e N
s \ . C] Material VERIFIED and CHANGES noted on Paperwork. FREAY s i AY
] \ o O Total PRIMARY Cable oted on Asbult. " - i’?) = = aTH AV%
f-—ﬁ e V3-VS§ 1 e omeck FGSE SIE o o k& VERIEY prope FHASE. TERKIRK | 3 .
: \ . REMOVE (1) RUN OF 3PH UG PRI CABLE, L = 144’ B Correct QC Chacklists) reviewed. HLDING A ~ & E
4 f S . N ’ O] Deviations noted on the As-built and their reason. orn B oy ~
[ 3 h :-_';‘,": T e —
4 py ] - o e W certify that the wo o al ures F
5:» - g \ \ N I v2-Ve | D1 ottt st s s EE J - 2
$ g | 225006-166379 230 REMOVE (1) RUN OF 3PH UG PRI CABLE, L = 830 Foremarts Sigature il B sie 7| Q
S $ | 300KVA 120/208v (101084004) L — S W= || 9
: . | ) - _ n ame i o @ 43 i N co
: f : T50KVA 277/480v " v VTREMOVE 1) RUN OF 3PH UG PRI CABLE, L = 60' S . KIRK s/ 3 =
b , $ \ 1 =T fPROJECT PHASE NOTIF# ORDER# vf}, = 12 CRK ance® g O
& < A IPWR Superior | 502092385 101097916 < B CENTER
b : :: q \2253&3'166431 ) V7 - HH2 Retire | N/A 108094594 - i AV E d
- ) i 3 ! = ; = 7
$ $ 7\ g REMOVE (1) RUN OF UG SEC CABLE, L = 165 emoval [ R . \SET D S
1 4 '\ \ \ ﬂf,...«-w"“"’ Temporary | N/A NA ]| 5
b ? i e Job Ord N/A N7A | a
:: .:: " X X‘a \ = e - V6 -v8 GAS Di:tribuﬁ:r: NIA NTA } 3
$ | $ N AD &4‘3 REMOVE (1) RUN OF 3PH UG PRI CABLE, L =610’ " SHP ::;i;: :;ﬁ :IA |
y ’ L v/l fA
; :: / SABLETV —Owner / Developer Contact Info
1 :, -~ {g Ve -V10 PHONE TALON
; :)' / ' T REMOVE (1) RUN OF 3PH UG PR| CABLE, L = 240l Project Manager Contact Information: 720 OLIVE WAY SUITE 1020
@ | 4 4! Mike Bosshardt SEATTLE, WA 98101
yd b3 2248971t (425) 956-7736 Office ATTN: CHARLIE FOUSHEE 206-607-2572 office
e -]
e ] 224982166378 ‘;: 550 1M2.5kVA 12 (429) 407-9285 Gell Phone For contacts below dial 1-888-CALL PSE (2255773)
- ] 150kVA 120/208y ¢ ] 224981-166378 CALL (800) 424-5555
/ $ |/ Déveloper  Yes X Yes  PSE 2 BUSINESS DAYS BEFORE YOU DIG
,-"'/224984*356348 {"""@ 8 570 "Locates Required" No No X THIS SKETCH NOT TO BE RELIED UPON FOR EXACT LOGATION OF EXISTING FAGILITIES
7 ?“éhﬁkVA 12 . ) g ;‘g :,;— § % "QOutages Required” Yes X No REAL ESTATE/EASEMENT PERMIT
% 4 b ﬁi @ “Flagging Required”™  Yes X No EASEMENT KIRKLAND
N/ s ] | 224981166379 224985 3 [FuncTioN CONTACT | PHONENO | DATE
' e — T 2 |PROJECT MGR M.BOSSHARDT | (425) 457-9295 | 03/01116
,.w’i// T S;‘jx\ 500kVA 2771480v ul 1 |ENGR - POWER M.BOSSHARDT | (425) 457-9295 ‘| 03/01/16
IS No !— "1_3 . REV# DATE BY  [DESCRIPTION [ENGR - GAS N/A NA | NA
A 294982166348 | a ! COUNTY Emer Sect |Gas Wk Ctr |POWER WK CTR [orAWN BY M.BOSSHARDT | (425) 4579285 | 03/01/16
; f ‘ : KING N/A N/A QCNOKE fcHECKED BY '
‘ u [ 1/4 SEC OP MAP PLAT MAP APPROVED BY
} L ! SWS5 25N 5E N/A N/A |FOREMAN #1
i Py ! JU-MAP NO (POWER) [OHCKTMAP [UGCKTMAP |CIRCUITNO  [FOREMAN #2
{- e AN - 2505E019 2505E040 2505E019 NOR-26  IMAPPING
. 1 i I JOINT FACILITIES ARRANGEMENTS
i R f o UTILITIES N/A N/A N/A NiA
! 8o ] } | g CONTACT N/A N/A N/A NIA
F—w—w . ) f - i ; i I | PHONE# N/A N/A N/A N/A
R : i ' INCIDENT MAOP
»\M\/ 1924968-166346 i 1| | 224967-166403 /?’ﬁfg""““%“"? ” PUGET PARKPLACE - REMOVAL MA_| e
T | antsara 4namne. | ' f * f 4970-11 SOUND  ReLocATE SEC MAIN FOR STREET LIGHTS & REMOVAL vl Rwisiiont
SITE PLAN ENERGY 401 PARKPLACE CENTER KIRKLAND, WA 98033 SCALE PAGE
SCALE: 1:50 DESIGNED BY PSE ' 1:50 R

‘Approved 03/09/2016
kcoleman

SITE SPECIFIC NOTES

AT HH1
INST. (3) 4-POS FARGOS

V1 - HH1
INST. (1) RUN OF 1/0 UG SEC TPX IN 3" CONDUIT, L = 75'

AT V2 GRID# 225063-166432
REMOVE (6) 1/0 TERMS

All materials to be installed in accordance with Puget Sound Energy's (PSE) standards. Any deviation from
this work sketch must be AUTHORIZED by Poteico’s Project Manager and NOTED on the Foremans' Copy.

All switching arrangements and/or outage arrangements are to be made with the Project Manager at least
three (3) working days in advance.

Contact the Utilities Underground Location Center (1-800-424-5555) at least 48 hours prior to commencing
work to get the underground facilities located.

STAKING: The customer will provide all staking (transformer, handhole, trench, grade, lot, pole, sidewalk,

etc.). See sketch and details for locations. Equipment locations must be approved by the Project Manager.

SITE PREPARATION: The work area will be at or near finished grade, clear of trench spoils or construction

materials which would restrict construction and/or equipment access, before work can begin.

CLEARANCES: Transformers require a minimum of & feet from fire fighting equipment, 10 feet from

combustible walls, overhangs, deors, and windows, and a minimum of 5 feet from the back of curb (or guard
posts will be required per PSE standards). All conduits and vaults are to be at least 5 feet away from water,

storm and sewer lines when paralleling them in the right of way, and at least 1 foot when crossing them.
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DIAGRAM - MAP # 2505E019 ( PRE-CONSTRUCTION ) DIAGRAM - MAP # 2505E019 ( POST-CONSTRUCTION ) SCALE: 6" = 1 MILE |
SCALE: 1:100 SCALE: 1:100
TRANSFORMER REMOVAL —
Removed at site: 9
Grid Number: 225056-166409 @
KVA Rating: 750 3
Foreman to redline the following information c.\ol
Company ID#: Backdill for In Conduit - The backfill layer shall be soil that is free from construction debiis, =
Primary phase connected to: glass, sharp rocks, frozen clods, and rocks larger than 8 " in diameter. (9)]
Tested Secondary Voltage / WIRE REMOVAL TABLE 12" Typical Excavated Dirt Pile \
(6" Min)
. Length - ot e 24" Min
Locat
ocation (per Final Grade To Excavated Dim-:_| S _
TRANSFORMER vnTmVAL From | To |Wire Size & Type | Quantity | conductor) Remarks TREED S AR
Removedatsits: __ — V2 V3 1/0 UG PRI 3 240 7 4
Grid Number. 225035-166354 24" M ;/\\\.
kVA Rating: " i 5
o 25 va | v4 1/0 UG PRI 3 30 Min S /X Backil for Condut
Foreman to redline the following information V3 V5 1/0 UG PRI 3 144 36" Max :§ ’7\ Free of rocks
Company ID#: Cover “ 45\: larger than 8"
D . - "
Primary phase connecled to: V2 V6 1/0 UG PRI 3 830 §\> 7(2\\\ in diameter)
Tested Secondary Voltage / V6 V7 1/0 UG PRI 3 60 ¢ S j{
—K 36" MINIMUM COVER
V7 HH2 350 UG SEC 3 165 ?\( % U 0
S A IN RIGHT OF WAY
V6 V8 1/0 UG PRI 3 610 PN N
TRANSFORMER REMOVAL Vo V10 1/0 UG PRI 3 240 Electric Service Cable in Conduit REAL ESTATE/EASEMENT pERMﬁ'
Removed at site: V10 Total Feet (Wire Size & Type) Removed 3" Schedule 40 Grey PVC I EASEMENT KIRKLAND
Grid Number: 225006-166379 3 FUNCTION CONTACT PHONE NO DATE
kVA Rating: .300 TRENCH DETAIL 2 JPROJECT MGR M.BOSSHARDT | (425) 457-9295 |03/01/16
Foreman to redline the following information Electric Service Cable in Conduit (NTS) 1 IENGR - POWER M.BOSSHARDT | (425) 457-9285 | 03/01/18
Gompany ID#: REV# DATE BY [DESCRIPTION [ENGR - GAS N/A N/A N/A
Primary phase connected to: fcounTy Emer Sect |GasWkCr |POWERWKCTR  [DRAWNBY M.BOSSHARDT | (425) 457-9295 | 03/01/16
Tested Secondary Voltage ; KING N/A N/A QCNOKE fcHECKED BY
1/4 SEC OP MAP PLAT MAP APPROVED BY
SWS 25N 5E N/A N/A {FOREMAN #1
|u-MAP NO (POWER) |OHCKTMAP  [UGCKTMAP  [CIRCUITNO  [FOREMAN #2
2505E019 2505E040 2505E019 NOR-28  |MAPPING
JOINT FACILITIES ARRANGEMENTS
UTILITIES N/A N/A N/A N/A
CONTACT N/A N/A NA N/A
PHONE# N/A N/A N/A N/A
INCIDENT MAOP
PUGET PARKPLACE - REMOVAL NiA NiA
SOUND Gas Order | ElectOrder
RELOCATE SEC MAIN FOR STREET LIGHTS & REMOVAL N/A 101097916
ENERGY 401 PARKPLACE CENTER KIRKLAND, WA 98033 SCALE PAGE
DESIGNED BY PSE 1:50 21




