
MADISON HOUSE - BLDG REMODEL 
OWNER 
IO~D KOELSCH LLC 
C/O RJ DEVEI.llPt.IENT SERVICES LLC 
.wI CENTRAl STREET SE 
OLYMPIA. WASHINGTON 98501 
CONTACT: JEFF YATES 
TEL: 360-528-3343 
FAX: 380-534-9079 
EMAll.:jeffOrjdeYOlopmenbetviees.com 

CONTRACTOR 
KOELSCH CONSTRUCTION 
111 IAARKET S1l!EET NE, SUITE 325 
OLYMPIA. WASHINGTON 98501 
CONTACT: BRENT SCHUI.f.\RKER 
TEL: 380-943-5579 
FAX: 380-867-1956 
EMAll.:booOIcoGIochc:o.com 

ARCHITECTURAL DESIGN 
R1CKARO M. SWANSON - ARCHITECT 
n27 C»ITERWOOIl DRI'IE SE 
OLYMPIA. WASHINGTON 98513 
CONTACT: RICHARD M. SWANSON 
TEL: 380-438-1145 
FAX: 380-438-1145 
E-w.IL.: .....-..richort!Ocorncoot.not 

WB DESIGNS 
111 I.f.IRKET STREET NE, SUITE 325 
OLYMPIA. WASHINGTON 98501 
CONTACT: lOR£N BURl( 
TEL: 380-867-1945 
FAX: 380-867-1956 
E-1MIl.: IjbdooignoOcornc 

STRUCTURAL DESIGN 
AlPINE ENGINEERING 
9297 GOVERNMENT WAY, SUITE G 
HAYDEN, IDAHO Il3835 
TEL: 208-n2-2522 
FAX: 208-n2-1BBI 
E-MAll.:philDalpinetlngineering.com 
CONTACT: PHIL HART 

ELECTRICAL DESIGN 
AlHAY .I: ASSOCIATES INC. 
411 NE 83RD STREET 
VANCOUVER, WASHINGTON 98665 
CONTACT: RON ATHAY 
TEL: 380-574-0199 
FAX: 360-574-0209 
E-MAll.:raIhayOathayong.com 

MECHANICAL DESIGN 
DUMAIS ROMANS 
NORTH 210 UNI'IERSITY RCWl, SUITE 100 
SPOKANE VALL£Y, WASHINGTON 99206 
TEL: 509-893-9646 
FAX: 509-893-9648 
E-MAll.:jeffOdumaioromons.com 
CONTACT: JEFF ROMANS 

EXISTING UNIT COUNT 

UNITS SQUARE FEET 

STUDIO A 427.5 
STUDIO B 436.5 
STUDIO C 416.5 

1-BED A 642 

PROPOSED UNIT COUNT 

UNITS SQUARE FEET 

STUDIO A 427.5 
STUDIO B 436.5 
STUDIO C 416.5 

1-BED A 642 
2-BED A 1078.5 

12215 NE 128TH STREET, KIRKLAND, WA 98034 
CODES AND REGULATIONS 
~~~i~~~~~~I~LD~gECODE(IBC) PCD APPROVED SITE PLAN 
2009ICClANSI A117.1 

~~~~~~~~~~COOES Any proposed changes to the approved site 
20121NTERNATIONALPLUMBlNGCOOE plan, such as but not limited to added hard 
CODE REOUIREMENTS surfaces, HVAC units, tree removals and 
A. EXISTING OCCUpANCY 

1. Use Groop R-l accessory structures, must be submitted to 
l~Fg~~T-r Assembly .I: R-2 Boordi Home- IBC 2012 Ed. the Building department as a revision to the 
2. Occupancy Separation - A3 Assembly .I: R~ (lhr separalion required) (2hr Daffaih'!f~mit for review and approval by all 

B'l~~nR~REMENIS departments prior to implementation, 
-Type SA combustible, fire sprinkler protected (IBC 2012) 

2. Fire Resistive Ratings: 
o. Exterior Bearing Wolls __ l hour 
b. Exterior non-bearing wolls_O (Fire Sep. DIs!. great.r thon 30') 
c. Interior bearing .0115 __ 1 hour 
d. Roof Framing I construcbon-l hour 
•• Fire wolls / party wolls--2 hour 

i. ~k!:~~~orridod4 ho~r 'f,urhr• provided) 
h. Sleeping Rooms separated from Corridor, 

living oreas .I: Kltchens_* hour (1 hr. prcwided) 
Corridor ~20 min. self ClosIng 

J. Hozondous Areas 
-Waste .I: Soiled Unen Collection Rms. OYer 100 S.F.- 1 hr. or sprinklered 
-Boiler .I: Furnace Room - 1 hour or sprinklered 
-Storage Rooms more thon 100 s.f. - 1 hr. or sprinklered 
-Maintenance Shop - 2 hou.. or 1 hour ond sprinklered 

C. HEJGHT AND AREA LIMITATIONS 

1. P.r Tobie 503 Moximum allowed btlikfmg height:R-2 = 3 story 
P.r Section 504.2 AutomatIC sprinklers ollows 0 btlRding height increase 
by 20 feet ond the maximum number 01 stories to be increased by one. 

2. Per Tobie 503 Maximum ollowed orea (At):R-2 = 12,000 S.F. A3 z 11,500 S.F. 

EX!S!!N(j BUILDING 
1st FLOOR z 22,410 S.F. 
2nd FLOOR - 38,9.w S.F. 
3rd flOOR - 38,446 S.F. 
4TIl FLOOR z 16,304 S.F. 

TOTAt. = 116,100 S.F. 

0. IN!fR!OR fiNISH REQUIREMENTS 

1. Lobby / Corridor 
2. Rooms 
3. floor Finish 
4. Exit Enclosu .. 

E. EX[ REOUIREMEt1T5 

~ 
Closs B 
Closs C 
Closs I or II 
Closs B 

tIEfA 
Closs A or B 
Closs A or B 
Closs I or II 

Closs A 

1. Uinimum number of exits - not less thon two ClUts 

2. R.mot...... -1/3 length of mox. overoll olOgonal between 
exits Qr cxit access doors in sprinklered building. 

3. Maximum exit access travel - 200 fl with sprinklers. 
4. Trovel within room to corridor door - 125 ft., 

From corridor door to neerest exit - 200 It. 
5. Dead-End corridor - 50 Il wi sprinkl.rs 
6. Egr... width per occupant with sprinkle .. 

7. Doors in means of egress 
-stoi.. 0.15 
-Ooors, Romps ond Corridors_O.2 

o. 000.. in means of egress sholl not be locked against egress. 
b. Within Interior rooms or suites - swi~ or sliding type doors permitted. 
c. Delayed egress permitted (not more tIion one in egress path). 
d. Bothroom doors must be equipped wi emergency lock release from outside. 

F. fiRE PROTECDON 
-Sprinklered system required throughout per NFPA 13 with quick response sprinkler. 

1 st FL. 2nd FL. 3rd FL. 
22,410 38,940 38,446 

6 6 6 
7 7 7 
7 7 7 

8 29 29 

1st FL. 2nd FL. 3rd FL. 
22,410 38,940 38,446 

6 6 6 
6 6 6 
7 7 7 

7 26 26 
1 1 1 

4th FL. 

16,304 

21 

4th FL. 

16,304 

21 

TOTAl 

116,100 

18 
21 
21 

87 

147 UNITS 

TOTAl 

116,100 

18 
18 
21 

80 
3 

140 UNITS 

NOTICE 
HOURS.QF WORK: 7AM TO aPM MON-FF 
gAM TO 6PM SAT. NO WORK SUNDAYS t 

HOLIDAYS (PER KZC SEC, 115,~5) 
Exceptions must be approved In 

writing by Planning Official 

All mechanical units shall comply with the 
maximum environmental noise levels 
established pursuant to the NoIse Control 
Act of 1974, Revised Code of WashIngton 
(RCW) 70.107. See Chapter 173-60 
washington Administrative Code (WAC) 

LIST OF DRAWINGS 
ARCHITECTURAL DRAWINGS 

M.O COVER SHEET 
M.1 SYMBOl. LEGEND 
A 1.0 SITE PLAN 
A2.1 FIRST FLOOR CORE PLAN 
A22 SECOND FLOOR CORE PLAN 
A2.3 THIRO FLOOR CORE PLAN 
A2.4 FOURTH FLOOR CORE PLAN 
A2.5 SECOND, THIRO & FOURTH FlOOR WING A PLAN 
A2.6 FIRST, SECOND & THIRD FlOOR W1NG B PLAN 
A3.0 ENLARGED UNIT PLANS 
A3.1 INTERIOR ELEVATIONS & RM FINISH SCHEDULE 
A32 DOOR SCHEDULE & DETAILS 
A3.3 NEW FLOORING PLANS 

STRUCTURAL DRAWINGS 
SI.1 FIRST FlOOR-EMPLOYEE LONGE 
82.1 SECOND FLOOR - ROOM 220 
S22 SECOND FLOOR - LOB8Y. OFFICES, MEDIRSO 
82.3 SECOND FLOOR - FIRESIDE AND PRESiDENrS ROOMS 
83.1 THIRD FLOOR-CLUB LOUNGE AND MARION THEATER 
54.1 FORTH FLOOR - RESIDENT LAUNDRY 

ELECTRICAL DRAWINGS 
EO.1 INDEX SHEET AND SYMBOLS 
E2.1 ELECTRICAL BUILDING CORE PLAN -1ST FLOOR 
E2.2 ELECTRICAL BUILDING CORE PLAN - 2ND FLOOR 
E2.3 ELECTRICAL BUILDING CORe PLAN· 3RD FLOOR 
E2.4 ELECTRICAL BUILDING CORE PLAN - 4TH FLOOR 
E3.0 ELECTRICAL UNIT PLANS 

MECHANICAL DRAWINGS 
"'2.1 FIRST FLOOR CORE MECH DEMO & NEW WORK PLAN 
... 22 SECOND FLOOR CORE MECH DEMO & NEW WORK PLAN 
... 2.3 THIRD FLOOR CORE MECH DEMO & NEW WORK PLAN 
"'2.4 FOURTH FLOOR CORE MECH DEMO & NEW WORK 

PLANS. MECHANICAL EQUIPMENT SCHEDULE 
M-2.5 ENLARGED UNIT PLANS - MEeJ-WIitcAl. 

NO1£: THE OWNERS WOULD UKE TO REMODEL ABOUT 80 TO 90 UNITS TOTAl 
IN BLOCKS OF 10 OR 20 DEPENDING ON UNIT AVAILABIUTY. THE WORK IN THE 
UNIT WILL BE ISOLATED FROM THE REST OF THE BUILDING BY KEEPING THE 
ENTRY DOOR CLOSED AND THE EXIST BATHROOM EXHAUST FAN RUNNING WHILE 
WORK IS BEING PERFORMED. 
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ABBREVIATIONS 
ACOUSTIC 
ACOUSTIC CEILING TILE 
ALUMINUM 
ANCHOR BOLT 
ARCHITECTURAL 
ACOUSTIC TILE 
AUTOMATIC 
ABOVE FINISHED FLOOR 
BEAM 
BITUMINOUS 
BLOCK 
BORROWED LIGHT 
BOnOM 
BUILDING 
CASED OPENING 
CABINET 
CEILING 
CEMENT 
CENTER LINE 
CERAMIC TILE 
CLEAR 
CLINICAL SERVICE SINK 
CLOSET 
COLUMN 
CONCRETE 
CONCRETE MASONRY UNIT 
CONTINUOUS 
CONTRACT OR CONTRACTOR 
CONTROL JOINT 
CORNER GUARD 
COUNTER 
COUNTER FLASHING 
CUBICLE CURTAIN 
DETAIL 
DIAMETER 
DIMENSION 
DISPENSER 
DOWN 
DRAWING 
EACH 
ELECTRIC 
ELEVATION 
ELEVATOR 
EOUAL 
EOUIPMENT 
EXISTING 
EXPANSION JOINT 
FEET OR FOOT 
FINISH 
FIRE EXTINGUISHER CABINET 
FIRE HOSE CABINET 
FIRE HOSE VALVE 
FLASHING 
FLOOR 
FLOOR DRAIN 
FOOTING 
FOUNDATION 
FRAME 
FURRING 
GALVANIZED 
GAUGE 
GLASS 
GYPSUM BOARD 
HALF FULL SIZE 
HEATING 
HEIGHT 
HOLLOW CORE 
HOLLOW METAL 
HORIZONTAL 
INSIDE DIAMETER 
INCH 
INCLUDED 
INFORMATION 
INSULATION 
INTERIOR 
JANITOR CLOSET 
JOINT 
LAY-IN ACOUSTICAL TILE 
LAMINATED 
LAVATORY 
LOCKERS 
MANUFACTURER 
MASONRY 

ACOUS 
ACT 

ALUM 
AB 

ARCH 
AT 

AUTO 
AFF 
BM 

BITUM 
BLK 
BL 
BOT 

BLDG 
CO 

CAB 
CLG 

CEM 
CL 
CT 
CLR 

CSS 
CLOS 
COL 
CONC 
CMU 

CONT 
CONTR 

CJ 
CG 

CTR 
CTR FLASH 

CC 
DET 
DIA 
DIM 
DISP 
ON 

DWG 
EA 

ELEC 
EL 
ELEV 
EO 
EOUIP 

EXIST 
EJ 
FT 

FIN 
FEC 
FHC 
FHV 
FLASH 
FL 
FD 
FTG 
FDN 
FR 

FURR 
GALV 
GA 
GL 

GYP BD 
HFS 
HTG 
HT 

HC 
HM 

HORIZ 
ID 
IN 
INCL 
INFO 
INSUL 
INT 
JC 
JT 
LAT 
LAM 
LAV 
LK 
MFR, MANUF. 
MAS 

TOILET PAPER 
DISPENSERS 

MATERIAL MAT, MAiL 
MAXIMUM MAX 
MECHANICAL MECH 
MEDICINE MED 
METAL MET, MTL 
METAL LATH ML 
METAL STUD MET SID 
MILLWORK MW 
MINIMUM MIN 
MISCELLANEOUS MISC 
MOUNTED MID 
NOMINAL NOM 
NORTH N 
NOT IN CONTRACT NIC 
NOT TO SCALE NTS 
NUMBER NO DR * 
ON CENTER DC OR OIC 
OPENING OPNG 
OUTSIDE DIAMETER 00 
OPPOSITE HAND OH 
OXYGEN 0, 02 OR OX 
PLASTIC LAMINATE PLAS LAM 
PARTITION PTN 
PLASTER PLAS 
PLATE PL 
PLUMBING PLMB 
RADIUS RAD OR R 
RECEPTACLE RECP 
REFERENCE REF 
REFRIGERATOR REFRIG 
REINFORCE OR REINFORCING REINF 
REQUIRED REOO 
RESlILIENT RESIL 
REVISION REV 
ROOF DRAIN RD 
ROOM RM 
RUBBER R 
SINK SNK 
SCHEDULE SCH 
SECTION SECT 
SERVICE SERV 
SHEET SHT 
SHEET METAL SM 
SIMILAR SlM 
SLIDE S 
SLIDING SL,SL'G 
SLOP SINK OR SERVICE SINK SIS 
SOLID CORE SC 
SPECIFICATIONS SPEC 
SQUARE sa 
STAINLESS STEEL SS 
STANDARD SID 
STEEL STL 
STORAGE STOR 
STRUCTURAL STR. STRUCT. 
SUSPEND DR SUSPENDED SUSP 
TACKBOARD TB 
TELEPHONE TEL 
TELEVISION TV 
THICKNESS TK 
THICK THK 
TOILET TOIL 
TOP OF CURB TIC 
TRANSFORMER TRANS 
TYPICAL TYP 
UNDERWlRITERS LABORATORIES UL 
UNLESS NOTED OTHERWISE UNO 
VERTICAL VERT 
VERIFY IN FIELD VlF 
VESTIBULE VEST 
VIEW BOXES VB 
VINYL V 
VINYL COMPOSITION TILE VCT 
WATERCLOSET we 
WATERPROOF OR WATERPROOFING WIP 
WELDED WIRE FABRIC WWF 
WEIGHT WT 
lltiEELCHAIR we 
WIDTH W 
WITH WI 
WITHOUT WID 
WOOD WD 
WORKING POINT WIP 

ROBE HOOK FEM. 
NAPKIN 
DISPOSAL 

TOWEL 
DISPENSERS 

• TO HIGHEST CDUPONENT 
REO'D FOR OPERATION 

NOTE: 5[[ DRAWINGS " SPECS FOR 
ACTlW. QUAN1l1Y. SIZES. " w.NIlFAC. 
IAOIJEL NO'S OF FIXTURES II< ACCESSORIES. 

I FIXTURE MOUNTING HEIGHTS 

NOTE: NOT ALL SYMBOLS MAY BE USED 

WHERE RA lED PAR11110N INlIRSECTlON IS IlE1WE£N 
1WO RATED PARITlIONS. TI£ HIGHER RATED PAR11110N 
Will BE UNlII1!RUP1!D IN ITS CONS1RUC1lON. 

INTERSECTION AT 

IRATED PARTITION 

~i 
t;r :~ 

EWe I 

24" MAXI ~ 
ALCOVE 

HC 
EWe EWe 

~J: 0~ :!I~ 
:T-, ... ~i" 

TWO-lEVEL EWC WITH 
BARRIER-FREE ACCESS 

I IS" I 

~ EWe : 

: lil~V : 

1 ~c 1111 

3" 

NOTE: NOT ALL SYMBOLS MAY BE USED 

AR11110N - 5[[ 
PARlTIION rt1'ES 

~~l 
-- ~ 
2S11JDS !II AT fACH 
JAUB TY1'ICAl. 
5[[ FRAUE rt1'ES 

PRO'IIIlE 1"-0" ClEAR 
UIN. ONlY IF DOOR 

K\S BOTH A CI.OS!:R 
AND A lATCH 

ITYPICAL DOOR CLEARANCE 

30" ""IN 

------
------------

------

:::!b 
=,''L 

/1 =:1 ,== 
:::!b 
:::!b 
:=c::c= 

~ 

:=c::c= 

-
D 

_:I$t 

PLAN LEGEND 

EXISTING PAR1TT1ON 

EXISTING PAR1TT1ON TO BE REMOVED 

NEW PAR1TT1ON 

EXISTING DOOR II< FRAME 

EXISTING DOOR. FRAME II< HARDWARE 
TO BE REMOVED 

EXISTING DOOR. FRAME II< PAR1TT1ON 
TO BE REMOVED 

NEW DOOR II< FRAME 
IN EXISTING PARTmON 

NEW DOOR. FRAME II< PAR1TT1ON 

EXISTING WINDOW 

EXISTING WINDOW TO BE REMOVED 

NEW WINDOW 

2'-0" x 4'-0" flUORESCENT 
LIGHT FIXTURE IN LAT. GRID 

1'-0" x 4'-0" FlUORESCENT 
LIGHT FIXTURE IN LAT. GRID 

2'-0" x 2'-0" FlUORESCENT 
LIGHT FIXTURE IN LAT. GRID 

DOWN UGHT 
(CENTER IN llLE) U.N.O. 

WMINOUS CEILING 

HYORONIC RADIANT CEILING SYSTEM 

ElECTRIC RADIANT CEILING PANEL 

GYPSUM BOARD CEILING 
OR SOFFIT 

SUPPLY AIR DIFFUSER 

RETURN AIR OR EXHAUST 
REGISTER 

LINEAR DIFFUSER 

EXIT SIGN 
(CENTER IN llLE) U.N.O. 

SMOKE DETECTOR 
(CENTER IN llLE) U.N.O. 

SPEAXER 
(CENTER IN llLE) U.N.O. 

HEAT DETECTOR 
(CENTER IN llLE) U.N.O. 

NURSE CALL OOt.4E UGHT 
(CENTER IN llLE) U.N.O. 

c::g 

L~~] 

c::g 

D i;;i 

n ;;; 

D i;;i 

-0 
tr 
=s:: 
-±-
j$ 

EXISTING MILLWORK 

EXISTING MILLWORK TO BE REMOIIDl 

NEW MILLWORK 

EXISTING FIXTURES AND ACCESSORIES 

TO BE REMOVED 

NEW FIXTURES 

DESCRIPTIVE PlAN NOTE 

SPRINKLER HEAD 
(CENTER IN llLE) U.N.O. 

PENDANT LIGHT FIXTURE 

WALL SCONCE 

CUBICLE CURTAIN TRACK 

NOTE: NOT ALL SYMBOlS UAY BE USED 

ACCESSIBILITY NOTES 
1. ALL DDDRS SK\U. COMPlY WITH ADMG GUIDEUNES AND 
~VE 3"-0" DOOR. LrVER OPERATED OR EQIJAl. DOOR 
~ARE. lB" ON THE PULL SIDE. A MAXIUUU B.S LB. 
FORCE TO OPEN ON ALL HINGED EX1ERIOR DDDRS AND A 
5 LB. MAXIMUU FORCE TO OPEN ON ALL INTERIOR DOORS. 

2. ALL DDDRS l£AOING TO HAZAROOUS AREAS 5K\U. ~VE 
KNURL£D ~ARE. 

3. ALL PUBUC TOILET RIlOIAS 5K\U. ~VE PERI.IANENT RIlOIA 
AND SPACE SIGHAGE AND THE INTERNA1lONA\. SYMBOl. OF 
ACCESSIIlIUlY. 

4. ALL TOILET RIlOIA lAVATORIES 5K\U. ~VE INSUlATED 
PIPES UNDERNEATH TO PRDlECT AGAINST CONTACT. 
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BEYOND .L 

11 

TRIM BOARDS INSTALLED 
HORIZONTAL WITH 1" i i 
1 x6 HARDIEPLANK - ~ 

SPACE GLUED OVER 8" l\. ~ 

P.T. 4x8 
P.T. 6x12 

~JST6x12 
1 x6 HARDIEPLANK TRIM 

CONC. CMU BLOCK AND 
PAINTED TO MATCH THE BUILDING 

TOP 

BOARDS INSTALLED HORIZONTAL 
WITH 1" SPACE GLUED OVER S" 
CONC. CMU BLOCK AND 
PAINTED TO MATCH THE BUILDING G

18 
GA. PAINTED METAL 

--J-4~~~~~~lJ: ATE (BOX RIB) 

P.T. WOOD 
TRELLIS BEYOND 

EXISTING 
ASPHALT LJ ; ~ DRIVEWAY 

SIDE ELEVATION L-

OTHER SIDE OPPISITE HAND 

\ 
\ 
I 

4" x 4" x 1/4" ST' 
TUBE EMBEDD,."'ED:.....':12=-~· __ ..e"E;;;::==::;;::::::r1\--.~-~A 

1 x6 HARDIEPLANK TRIM 

INTO FOOTING-

GA
1aTGA. PAINTED METAL 

E (BOX RIB) 

8~ Tt\II\[8C~~~ W/ 6: X~~10/1.P WWM I \ 
THICKEND EDGE AT'i>El~MlItDRE 6F l~LAg~ \. I 

1 FRONT ELEVATION SECT~N-/~ 

8' eMU 
BLOCK 

A1.0 SCALE: 1/4 = 1'-0 

1x6 HARDIEPLANK TRIM BOARDS 
INSTAlILED HORIZONTAL WITH 1" SPACE 
GLUED OVER 8" CONC. CMU BLOCK 
AND PAINTED TO MATCH THE BUILDING 

1 
Al.O 

EXISTING FOOTING = 2'X2'X3'-4~ 
B 

DEEP @ STEEL POSTS 
UILDIN~ EXTEND POSTS 3' DEEP 1 

\ INTO CONC. FOOTING AtO 

PLAN VIEW 

BOARDS INSTALLED HORIZONTAL 
WITH 1" SPACE GLUED OVER a" 
CONC. CMU BLOCK AND 
PAINTED TO MATCH TIHE BUILDING 

1 1/2"xl 1/2"x3/16" METAL 
ANGLE DIAGONAL BRACE 

l"x 18 GA. METAL DECK 
1 /2"~xS" BARREL 
BOLT LOCK (ONE GATE) 

@~~~B 3~p~ILo" 

SCALE: 1/4" 1'-0" 

@_T-,-,--,R~AS~HLb!.EN~CuLOQS1lJU RtstE=--~ 

EXISTING SITE PLAN 
SCALE: 1" 30' 0" 
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DEMO NOTES 
IT> DEMO ALL EXIST. CORRIDOR 

HANDRAILS 
[L> DEMO EXIST. WALL. PATCH 

EXIST. WALL TO MATCH 
SURROUNDING MATERIALS 

~ DEMO EXIST. WINDOW 

IT> DEMO EXIST. CABINETS & COUNTERTOP 
AS NEEDED FOR NEW REFRIGERATOR. 

IT> DEMO EXIST. STORAGE WALLS, 
& SHELVING. DEMO EXIST. BOOK 
CASING. 

IT> REMOVE EXIST. DOOR 
IT> REt.40VE EXIST. DUCT CHASE 
IT> REMOVE EXIST. WASHER & SAVE FOR 

OWNER 
IT> REMOVE EXIST. DRYER & SAVE FOR 

OWNER 
II[> DEt.40 EXIST. RRE EXTINGUISHER WALL 

t.40UNT BRACKETS 

INSTALL NOTES 

[J:>- INFILL EXIST. WINDOW OPENING TO MATCH 
SURROUNDING MATERIALS. TAPE, 
TEXTURE AND PAINT BOTH SIDES. 

I):::> INSTALL NEW SINK 

D:> NEW REFRIGERATOR LOCATION PROVIDE 
OUTlET BEHIND REF. 

G:>- NEW VINYL FLOORING 

I)::::> INSTALL NEW CARPffiD STAIRS, VERIFY 
ACTUAL FLOOR TO FLOOR HEIGHT AND 
ADJUST RISERS AS NEEDED. 

[!:> INSTALL NEW WALLS TO MATCH 
SURROUNDING MATERIAL TAPE, TEXTURE 
AND PAINT BOTH SIDES. 

I):::::> INSTALL NEW CHAIR RAILS IN CORRIDORS 
-SEE DETAIL C/A3.1 

[]:> INSTALL NEW HANDRAILS IN CORRIDORS 
-SEE DETAIL D/A3.1 

[In>- RE -INSTALL EXIST. DOOR TO NEW SWING 

(II:::> INSTALL NEW EXHAUST FAN DUCTED TO 
THE EXTERIOR WALL 

[jl:> INSTALL NEW COMMERCIAl WASHER 

[j)::> NEW SINK LOCATION 

[j3::> INSTALL NEW COMMERCIAl DRYER 

[!S>- NOT USED 

SEE DETAIL 5/A2.5 

CD EMPLOYEE LOUNGE 
1/('.,. .... 

REUSE EXISllNG 
EIoIPlIlYEE LOCKERS 

./" 

'=======fi-r===jO;===;==-II======;r===;r-----'" 

CLOSET 

TOTEM lAKE HALL 

SPlASHES POOL 

-1- _______ _ 

I 

PROPOSED FIRST FLOOR CORE 
SCALE: 3/32" ~ 1'-0" 

'========jf====;;;========;r===;r-----'" 
<!!l~ 

I~ omCEJ- .El:!YSICAI. -- ~ 

~, ~==~~nrr~~ 

~
.J l-

II 
N • 

<!!l MEETING HALL 

-1- _______ _ 

I 

EXISTING DEMO FIRST OOR CORE 
SCALE: 3/32" = 1'-0" CANOPY 

./" 

® EMPLOYEE LOUNGE 
l/('., .... 

CRAW\. SPACE 

, , , 
EXIST.' 
DOOR / 

/ 
/ 

/ 
/ 

NEW 4" RUIlIiER BASE NEW 4" RtJBeER BASE 

("":;\3 EMPLOYEE LOUNGE 
\..::!/ 1/('., ..... 

INFILL 
WINDOW 

PHY 
THER 

ENLARGED EMPLOYEE LOUNGE 

./" 
./" 

./" 

CRAW!. SPACE 

./" 
./" 

./" 

./" 

./" 

./" 

./" 
./" 

./" 
./" 

./" 

ARCHITECTURAL SYMBOLS 
EXlST1NG WAlL 

DEMO WAlL 

= NEW 2,4 STUD WAlL 

=-= FIRE EX1INCUISHER AND CABINET 
FE SEE DETAIL 5/A2.5 

~ NEW CHAIR RAIL SEE DETAIL C/}J.l 

-- NEW ~ORAIL t.4OUNTED TO 
CHAIR RAIL SEE DETAIL D/}J.l 

~ DEMO NOTE 

<:::::lJ INSTAlL NOTE 

• INTER10R ROOI.t ELEVATIONS 
'~ SEE SHEETS A2.1, A2.4, A2.5, 

}J.O & }J.l 

~ WAlLlYPES 
~ SEE lYPES ON SHT. }J.2 

~
DlRECTION Of SECTION 

A BUILDING SECTION LETTER 
~ BUILIJ4NG SECTION SHm 

CD ~~O~EE}J~R 
r.:... WINDOW lYPE SEE 

lB:;. DETAILS ON }J.2 
NOTE: 
FOR ENL.ARGEIl UNIT P1J,N AND ENlARGED 
PART1AL PLANS SEE SHm A2.1, A2.4, 
A2.5, A2.6 & }J.O 

........ 
u 
(l) ........ 

...c W 
u (f) 

~ 

<C OJ 
> ·c 

c: 01"'") 
0 
en "0 LO . c: o CO Lf) 0 o O"l v 3; ~ <-c.n I... « <-

OJ 3: I 
::2: 

...., CO 
c I"'") 
o - v 

-0 u.~ 
~ CLr--.. 0 "EO ...c 
u N >,(0 

"-I"') 
0::: " 0 ........ 

i~ 
~ q:~ 
"llVl 

~~ i~ i ",E; 



IT> DEMO ALL EXIST. CORRIOOR 
HANDRAILS 

[I> DEMO EXIST. WALL. PATCH 
EXIST. WALL TO !.lATCH 
SURROUNDING !.IATERIALS 

[!£> DEMO EXIST. FIRE EXTINGUISHER WALL 
MOUNT BRACKETS 

IJI> DEMO EXIST. WALLS, CABINETS, 
SHELVES, OUTLETS, PLUMBING FIXTURES 
AND APPUANCES. (ITEMS IN GOOD 
CONDITION ARE TO BE SAVED FOR 
OWNER AND REUSED WHERE POSSIBLE) 
SEE ELECTRICAL & MECHANICAL PLANS 
FOR ADDITIONAL INFOR!.IATION 

DI> DEMO EXIST. WALLS, CABINETS, & 
DOOR. PATCH EXIST. WALLS TO !.lATCH 
SURROUNDING !.IATERIALS AS NEEDED 
FOR NEW FLOOR PLAN 

@> DEMO EXIST. CORRIDOR WALL AND 
DOOR TO CREATE NEW CASED OPENING 

lli> DEMO EXIST. WALL FOR NEW DOOR 
OPENING 

~ DEMO EXIST. DOOR, WINDOW & WALL 
AS NEEDED FOR NEW FLOOR PLAN. 
PATCH EXIST. WALLS AS NEEDED TO 
!.lATCH SURROUNDING !.IATERIALS 

INSTALL NOTES ~ INSTALL NEW SOUD CORE DOOR SEE ~ INSTALL NEW CABINET W/ SINK SEE @J> INSTALL NEW BISTRO UGHTlNG SEE SHT 
DOOR SCHEDULE ON SHEET A3.2 INTERIOR ELEVATIONS ON SHEETS A2.4, A2.5 

[J::> INALL EXIST. WINDOW OPENING TO !.lATCH Bo>- INSTALL NEW DESK/WORK STATION A2.5, A2.6 & A3.1 §2:> INSTALL NEW WOODPLANK VINYL FLOORING 
SURROUNDING !.IATERIALS. TAPE, r.;o,-.. EP CE / SEE ROOM FINISH SCHEDULE ON SHT 

[!!> DEMO EXIST. DOOR & WALL AS 
NEEDED FOR NEW FLOOR PLAN. PATCH 
EXIST. WALLS AS NEEDED TO !.lATCH 
SURROUNDING !.IATERIALS 

IV DEMO EXIST. DOOR, SHELVES & WALL 
AS NEEDED FOR NEW FLOOR PLAN. 
PATCH EXIST. WALLS AS NEEDED TO 
!.lATCH SURROUNDING !.IATERIALS 

[!!> DEMO EXIST. DOOR INFILL WALL 
OPENING TO !.lATCH SURROUNDING 
!.IATERIALS 

~ DEMO EXIST. FLOORING & PREP FLOOR 
TO RECEIVE NEW FLOORING 

TEXTURE AND PAINT BOTH SIDES. f2'-.. INSTALL NEW p_ lAC UNIT PER MFR. ~ INSTALL NEW ELECTRIC FIR LA W 
~ WALL MOUNTED 1V ABOVE SEE DETAILS A3.1 

[]::> INSTALL NEW CHAIR RAILS IN CORRIOORS SPEC. 3&4/A2.5 (PROVIDE POWER & CABLE §l::> INSTALL NEW CARPET FLOORING SEE 
SEE DETAIL C/A3.1 BZ> ADD RC CHANNEL & 5/S" lYPE "X" GWB OUTLETS) ROOM ANISH SCHEDULE ON SHT A3.1 

[]::>- INSTALL NEW HANDRAILS IN CORRIDORS TO WALL '2"-- INST'" NEW WALL MOUNTED 1V (PROVIDE ~ INSTALL NEW WALK-OFF !.IAT SEE ROOM 
SEE DETAIL D/A3 1 @l::> INSTALL NEW POCKET DOOR SEE DOOR ~ I'LL ~ 

• SCHEDULE ON SHEET A3.2 POWER & CABLE OUTLETS) FINISH SCHEDULE ON SHT A3.1 
[jJ::> INSTALL NEW RECESS ARE EXTINGUISHER ~ INSTALL NEW 2x6 STUD WALL TO MOUNT ~ INSTALL NEW SOUD CORE DOOR(S) W/ §S::> INSTALL NEW SUPPORT BEAM SEE 

SEE DETAIL 5/A2.5 NEW MAILBOXES. VERIFY OPENING SIZE 2x FRAMING AS NEEDED. SEE DOOR STRUCTURAL PLANS 
11!>- INSTALL NEW SPLIT FACE BLOCK TRASH W/MFR. SCHEDULE ON SHT A3.2 

ENCLOSURE SEE DETAIL 1/A1.0 BS>- INSTALL NEW MAILBOXES W/12" SHELF ~ INSTALL NEW CASE OPENING W/ 2x 
, [jJ::> INSTALL NEW CABINETS SEE INTERIOR FRAMING AS NEEDED 

, , , ~~ON ON ~ A2.5, A2.6 SERVICE DRIVE 

J"tOS<l ... --< '=" _ ~ _ _ _ i'l> l--1f-.--"--l 

~Ifi 

I 
/----------, 

I I EXIST. DROPPED 
I .-CEllNGJBN£ 
, : 11'-0" MI. 

ill> DEMO HOLE IN EXIST. WALL TO INSTALL 
NEW P-TAC UNIT, VERIFY OPENING 
SIZE W/ MFR. 

I 
I 
I 
I 
I 
I 
I 

..J 

EXIST. GAS FJIEPLICE 

HEARTH FIRE DINING 

~ 

PROPOSED SECOND FLOOR CORE 
SCALE: 3/32" • 1'-0" 

SERVICE DRIVE 

IE> 
HEARTH FIRE DINING 

~ CAP EXISTING FLOOR DRAIN AS NEEDED [B» DEMO EXHAUST CHASE 
FOR NEW FLOORING AND DEMO EXIST. 

EXISTING/DEMO SECOND FLOOR CORE 
SCALE: 3/32" • 1'-0" 

HOSE BIB AND CAP PLUMBING IN WALL 

NOTE: 
FOR ENLARGED UNIT PLAN AND ENLARGED 
PARTlAI. PLANS SEE SHEET 112.1, 112.4, 
112.5, 112.6 Ie AJ.O 

EXISTlNG WAU. 

DEMO WAU. 

NEW 2x4 STUD WAU. 

FIRE EXTINGUISHER AND CABINET 
SEE DETAIL 5/112.5 

NEW CHAIR RAIL SEE DETAIL C/AJ.l 

-- NEW HANDRAIL MOUNTED TO 
CHAIR RAIL SEE DETAIL D/AJ.l 

<II DEMO NOn: 

<:::::11 INSTAU. NOn: 

• INTERIOR ROOM ELEVAllONS 
~M SEE SHEETS 112.1, 112.4, 112.5, 

AJ.O Ie AJ.l 

0- ~~JmSON SlIT. AJ.2 

~
DIRECTION Of SECllON 

A BUILDING SECllON LET1ER 
~ BUILDING SECllON SHEET 

CD ~EDU~E JfIAJ~ 
b.. WINDOW lYPE SEE 
!& DETAILS ON AJ.2 
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DEMO NOTES 
0:::> DEMO ALL EXIST. CORRIDOR 

HANDRAILS 
[!Q> DEMO EXIST. FIRE EXTlNGUISHER WAlL 

MOUNT BRACKETS 

CIT> DEMO EXIST. WALlS, CABINETS, 
SHELVES, OUTLETS, PLUMBING FIXTURES 
AND APPUANCES. (ITEMS IN GOOD 
CONDmON ARE TO BE SAVED FOR 
OWNER AND REUSED WHERE POSSIBLE) 
SEE ELECTRICAL & MECHANICAL PLANS 
FOR AODmDNAL INFORMATION 

[IT> DEMO EXIST. CORRIOOR WAlL AND 
DOOR TO CREATE NEW CASED OPENING 

[B> DEMO EXIST. WAlL FOR NEW DOOR 
OPENING 

~ DEMO EXIST. DOOR & WAlL AS 
NEEDED FOR NEW MOR PLAN. PATCH 
EXIST. WAULS AS NEEDED TO MATCH 
SURROUNDING MATERIALS 

~ DEMO EXIST. FLOORING & PREP FLOOR 
TO RECEIVE NEW FLOORING 

m> DEMO HOLE IN EXIST. WAlL TO INSTAlL 
NEW P-TAC UNIT, VERIFY OPENING 
SIZE WI MFR. 

ID DEMO EXHAUST CHASE 

INSTALL NOTES 
I)::> NEW VINYl. FLOORING 

[J::::> INSTALL NEW CHAIR RAILS IN CORRIDORS 
SEE DETAIL C/II3.1 

[]::::> INSTAlL NEW HANDRAILS IN CORRIDORS 
SEE DETAIL 0/113.1 

~ INSTALL NEW RECESS FIRE EXTINGUISHER 
SEE DETAIL 5/A2.5 

[3J::::> INSTAlL NEW P-TAC UNIT PER MFR. 
SPEC. 

~ INSTALL NEW SOUD CORE DOOR(S) wi 
2x FRAMING AS NEEDED. SEE DOOR 
SCHEDULE ON 113.2 

r-" ~ 
"~',I ~ , 

) 

IP- INSTAlL NEW CASE OPENING wi 2x 
FRAMING AS NEEDED 

~ INSTAlL NEW WOODPLANK VINYl. FLDORING 
SEE ROOM FINISH SCHEDULE ON SHT 
113.1 

§3:::> INSTAlL NEW CARPET FLOORING SEE 
ROOM FINISH SCHEDULE ON SHT 113.1 

§S:> INSTAlL NEW SUPPORT BEAM SEE 
STRUCTURAL PLANS 

~ INFILL EXIST. DOOR TO MATCH 
SURROUNDING WALlS 

OPEN TO LOBBY BELOW 

OPEN TO DINING ROOM BELOW 

§2::> INSTALL NEW 60x30 WINDOW SEE WINDOW 
lYPES ON 113.2 

~ INSTAlL NEW CABINET WI SINK 
-RECONNECT TO EXIST. PLUMBING 

~ INSTALL NEW CABINET WI SINK AND 
SOAP & P.T. DISP. SEE INTERIOR 
ELEVATIONS ON SHTS A2.4, A2.5, A2.6 & 
113.1 

Bn>- INSTAlL NEW FOLDING COUNTER 

BJ:::> INSTALL NEW STACKED WID, VENT DUCT 
TO EXTERIOR WALL & PROVIDE WATER & 
DRAIN FOR WASHER & POWER FOR BOTH 
WID. 

PROPOSED THIRD FLOOR CORE 
SCAlE: 3/32" c r -0" 

OPEN TO LOBBY BELOW 

OPEN TO DINING ROOM BELOW 

EXISTING/DEMO THIRD FLOOR CORE 
SCAlE: 3/32" = r -0" 

ARCHITECTURAL SYMBOLS 
EXISTING WAU. 

DEt.40WAU. 

NEW 2x4 STUD WAU. 

=-= FIRE EXTINGUISHER AND CABINET 
FE SEE DETAIL 5/K1..5 

~ NEW CHAIR RAIL SEE DETAIL C/I03.1 

-- NEW HANDRAIL MOUNTED TO 
CHAIR RAIL SEE DETAIL 0/103.1 

<2] DEIoIO NOTE 

<:::.!J lNSTAU. NOTE 

..A INTERIOR ROOM El£VATIONS 
''Y' SEE SHEETS K1..1, K1..4, K1..5, 

103.001<103.1 
~ WAU.lYPES 
~- SEE 1YPES ON SHT. 103.2 

~
DlRECTION OF SECTION 

A BUILDING SECTION LETTER 
~ BUILDING SECTION SHEET 

CD ~rwcif~~ 
b.. WINDOW lYPE SEE 

!Ell DETAILS ON 103.2 
NOTE: 
FDR ENLARGED UNIT PLAN AND ENLARGED 
PARTIAl. PLANS SEE SHEET K1..1, K1..4, 
K1..5, K1..6 01< 103.0 
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6'-0' 

~ 
L...::="'...l..-='-l-+ Z 

CD ~~I::' LAUNDRY ® RES LAUNDRY 
1/~-I'''''' ® RES LAUNDRY 

"~-I'-ff 

PROPOSED NEW RES. LAUNDRY 

PROPOSED NEW CASED OPENINGS 
1/4".1'-0" 

® PROPOSED RES. LAUNDRY 

8'-0' 

8) BILLARD RM OPENING 
1~1''''' 

is; 
~~ 
,!.u 

5'-8' 

® CRAFT NY OPENING 
1/~.""" 

DEMO NOTES 
II> DEMO ALL EXIST. CORRIDOR 

HANDRAILS 
IT[> DEMO EXIST. FIRE EXTINGUISHER WALL 

MOUNT BRACKETS 
@> DEMO EXIST. CORRIDOR WALL AND 

DOOR TO CREATE NEW CASED OPENING 

UI> DEMO EXIST. WALL FOR NEW DOOR 
OPENING 

[!!> DEMO EXIST. DOOR INFILL WALL 
OPENING TO MATCH SURROUNDING 
MATERIALS 

R!J.I(WI&E 
~c~p~ar-__________ r-____ ~ 

® RES LAUNDRY 
Ix--r-ff (j) RES LAUNDRY 

1/4"-1'''''' 

® RES LAUNDRY 
1/.-1'''' ®~S LAUNDRY 

1/ •• 1· .... 

INSTALL NOTES 
[}::::> NEW VINYL FLOORING 
[!::> INSTALL NEW WALLS TO MATCH 

SURROUNDING MATERIAl.. TAPE. TEXTURE 
AND PAINT BOTH SIDES. PROVIDE VENT 
GRILLS &. ACCESS PANELS AS NEEDED 
TO REPAIR OR REMOVE FURNACE. 

[]:>- INSTALL NEW CHAIR RAILS IN CORRIDORS 
SEE DETAIL C/AJ.l 

[]:>- INSTALL NEW HANDRAILS IN CORRIDORS 
SEE DETAIL D/AJ.l 

~ 
.,..--------" 

Ul>- INSTALL NEW RECESS FIRE EXTINGUISHER 
SEE DETAIL 511\l..5 

[j]::> INSTALL NEW SOLID CORE DOOR SEE 
DOOR SCHEDULIE ON SHEET AJ.2 

~ INSTALL NEW CASE OPENING WI 2x 
FRAMING AS NEEDED 

§Z::> INSTALL NEW WOODPLANK VINYL FLOORING 
SEE ROOM FINISH SCHEDULE ON SHT 
AJ.l 

~ INSTALL NEW CARPET FLOORING SEE 
ROOM FINISH SCHEDULIE ON SHT AJ.l 

~ INFILL EXIST. DOOR TO MATCH 
SURROUNDING WALLS 

~ INSTALL NEW CABINET WI SINK AND 
SOAP &. P.T. DlSP. SEE INTERIOR 
ELEVATIONS ON SHTS 1\l..4. 1\l..5. 1\l..6 &. 
AJ.l 

Bn:>- INSTALL NEW FOLDING COUNTER 

Bt> INSTALL NEW STACKED WiD. VENT DUCT 
TO EXTERIOR WALL &. PROVIDE WATER &. 
DRAIN FOR WASHER &. POWER FOR BOTH 
WID. 

PROPOSED FORTH FLOOR CORE 
SCALE: 3/32' ~ 1'-0' 

ARCHITECTURAL SYMBOLS 
EXISTING WALL 

DEMO WALL 

__ NEW 2x4 SlUO WALL 

EXISTING/DEMO FORTH FLOOR CORE 
SCALE: 3/32' ~ 1'-0' 

NDTE: 
fOR ENLARGED UNIT PIAN AND ENLARGED 
PARllAl. PlANS SEE SHEET Kl.1. Kl.4. 
A2.5. A2.6 & 113.0 

=-= FIRE EXTINGUISHER AND CABINET 
FE SEE DETAIL 5/Kl.5 

NEW CHAIR RAIL SEE DETAIL C/II3.1 

-- NEW HANDRAIL MOUNTED TO 
CHAIR RAIL SEE DETAIL 0/113.1 

<II DEMO NDTE 

<::::iJ INSTALL NOTE 

• INTERIOR ROOM ELEVA110NS 'Y SEE SHEETS A2.1. Kl.4. Kl.5. 
113.0 & 113.1 

~ WALLlYPES 
~ SEE TYPES ON SHT. 113.2 

~
IlIREcnON Of SECTION 

A BUILDING SECTION UETTER 
~ BUILDING SECTION SHEET 

CD ~~E~II3~ 
/::.. WINDOW TYPE SEE 

fE:;. DETAIlS ON 113.2 



PENDENT UCH1S 

J'-O' 2'-0' I'-S" "-S" 2'-0" 

®BISTRO 6,,~_r.., 

NOTE: VERIFIY SANDWICH BAR & 
DISPLAY CASE SIZE PRIOR TO 
INSTALLATION 

BISTRO FLOOR PLAN 

EL[C. FIREPlACE 

® ELECTRIC FIREPLACE 
IX'-"~ 

5/S" lYPE 'x' GWB 
AROUND RECESSED OPENING 

DRY CHEU 
F.E. 2A-,oBC 
/>s REQUIRED BY 
FIRE WoRSHALL VERIFY 

® FIRE EXTINGUISHER 
1/4 .. '· ... 

N - """"' j 
CABLE & POWER J ~ 

ARTIACIAl 
STONE VENEER 
OVER 1/2" 
OURAROCK 

EXISTING 2x4 
STUDS 0 16" O.C. 

@ELEC, FIREPLACE DETAll.. 
"' .. 

2><4 FRAUlNG 
0,6" D.C. 

" STUD iNJ/OIIlIlX'G 
w/5/B" .... _y 
All FOUR SIDES Df"CAI. 

5/8" ewe _ y 
CWEO 10 .... 
AT BtoCK OF' CNmY 

!!i!!i 
SDII-REtESSm IITL !i'!i' NOll:: EXISllNG FIRE EXl1NGUISHER 

ARE WAll. I.tOUIIIID BOXES. 
REPlACE W/ NEW RECESSED 

FIRE EX1NlUISlO 

h CAllI£! WI """""" 
COIINERS .... FIRE EXl1NGU1S1£R BOXES • 

ii 
cr~ 
in 

EX1NlUISlO 

11----\{RfY WNJ. COUPOSII1ON 
Wf1H PlN6 

ARCHITECTURAL SYMBOLS 
EXISTlNGWAll 

DEMO WAll 

NEW 2x4 STUD WAll 

=F= FIRE EXllNGUISHER ~D CABINET 
FE SEE DETAIL 5/A2!J 

~ NEW CHAIR RAIL SEE DETAIL C/IJ. I 

-- NEW HANDRAIL MOUNlED TO 
CHAIR RAIL SEE DETAIL D/IJ. I 

<II DEMO NOTE 

<:::] INSTAll NOTE 

• INTERIOR ROOM ELEVATIONS 
.~ ~~ Sf~ 1.2.1,1.2.4,1.2.5, 

A..... WAlllYPES 
~ SEE lYPES ON SHT. 1J.2 

A BUILDING SECTION L£TTER ~ 
DlRECTlON Of SECTlON 

~ BUIlDING SECTION SHm 

CD ~~~EEIJ~ 

NOTE: 

WINDOW lYPE SEE 
DETAILS ON 1J.2 

FOR EN.ARGED UNIT ~ ~D ENLARGEO 
PARTIAl. P~S SEE SHm 1.2.1, 1.2.4, 
1.2.5, 1.2.6 I< IJ.O 

VERIFY OPENING wI UFR. SPEc. o BISTRO 
7 "~_I'''' 

DEMO NOTES 
IT> DEMO ALL EXIST. CORRIDOR 

HANDRAILS 

'2" 

4" 

~ DEMO EXIST. ARE EXTINGUISHER WALL 
MOUNT BRACKETS 

@> DEMO EXIST. CORRIDOR WALL AND 
DOOR TO CREATIE NEW CASED OPENING 

@:> DEMO EXIST. FlDORING & PREP FLDOR 
TO RECEIVE NEW FLDORING 

I3I> DEMO EXIST. WALL FOR NEW WINDOW 
OPENING 

®BISTRO 8,,~_r.., 

1 BDRM 1 BDRt.4 

~ 

®BISTRO 
9"~_1'''' 

FORTH FLOOR WING A 
SCALE: 1/1S" - 1'-0" 

@BISTRO 10 "~_"",, 

INSTALL NOTES 
I):::::> INSTALL NEW CHAIR RAILS IN CORRIDORS 

SEE DETAIL C/A3.1 
I):::> INSTALL NEW HANDRAILS IN CORRIDORS 

SEE DETAIL D/A3.1 

[j]::> INSTALL NEW RECESS ARE EXTINGUISHER 
SEE DETAIL 5/A2.5 

[j]::> INSTALL NEW CABINETS SEE INTERIOR 
ELEVATION ON SHEETS A2.4, A2.5, A2.6 
& 103.1 

@l:::> INSTALL NEW BISTRO DROP DOWN CEIUNG 
GRID W/ UGHTING SEE SHT A2.5 

~ INSTALL NEW WDODPLANK VlNYL flOORING 
SEE ROOM FINISH SCHEDULE ON SHT 
103.1 

~ INSTALL NEW CABINET W/ SINK AND 
SOAP & P.T. DISP. SEE INTERIOR 
ELEVATIONS ON SHTS A2.4, A2.5, A2.6 & 
103.1 

BZ>- INSTALL NEW 5Ox50 WINDOW SEE WINDOW 
TYPES ON 103.2 

1 BDRt.4 

rnI 
BDRt.4 

~ 
1 BDRI.4~ ____ ~-+ __ ~ ____ '-__ -' ____ ~ __ r-__ ~ ____ ~ __ ~ 
~ 

THIRD FLOOR WING A 
SCALE: 1/1S" - 1'-0" 
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3'-Q~ 

POCKET 
DOOR, 

LOCKING DRAWERS 

®~,.~FFICE 

NEW 4" RUBBER BASE 

®DRS OFFICE 
1/4 .... '·-(1" 

@ ~!?,.~FFICE 

4" BASE 

9'-1'" 

@~~;rr REC. 

EXIST. BM 

~20 MED. RM 
't:!::3' 1/'"."4 

@RSD 24", .. , ..... 

[§::::> INSTALL NEW CHAIR RAILS IN CORRIDORS 
[J:> IN FILL EXIST. WINDOW OPENING TO MATCH SEE DETAIL C/A3.1 

SURROUNDING MATERIALS. [§::::> INSTALL NEW HANDRAILS IN CORRIDORS 
TEXTURE AND PAINT BOTH 

12" 

fiNISHED 

3'-3" 2'-0 4' BASE 

@:2.~ RM. 

COUNTER 
OPENING 

@ 
MED ~ 4" RUBBER BASE 

19", .. ,.,; 
5'-6* 2'-0" 

MED BINDERS 

NEW 4" RUBBER BASE 

®RSD 25" .......... 

[j]:::> INSTAlL NEW CABINETS SEE INTERIOR 
ELEVATION ON SHEETS A2.4, A2.5. A2.6 
8< A3.1 

~ ADD RC CHANNEL & 5/8" lYPE "X" GWB 
TO WALL 

@l:> INSTALL NEW POCKET DOOR SEE DOOR 
SCHEDULE ON SHEET A3.2 

~ INSTALL NEW 2,6 STUD WALL TO MOUNT ~ 
NEW MALBOXES. VERIFY OPENING SIZE 

NEW WOODPLANK VINYL FLOORING 
ROOM FINISH SCHEDULE ON SHT A3.1 []::::> INSTAlL NEW WALLS TO MATCH SEE DETAIL D/A3.1 

SURROUNDING MATERIAL. TAPE, TEXTURE [j]:::> INSTALL NEW RECESS FIRE EXTINGUISHER 

~ INSTALL NEW SOLID CORE DOOR SEE 
DOOR SCHEDULE ON SHEET A3.2 

~ INSTAlL NEW DESK/WORK STATION 

W/MFR. 

~ INSTALL NEW MAILBOXES W/12" SHELF 
§l::> INSTALL NEW CARPET FLOORING SEE 

AND PAINT BOTH SIDES. SEE DETAIL 5/A2.5 ROOM FINISH SCHEDULE ON SHT A3.1 

~ INFILL EXIST. DOOR TO MATCH 
SURROUNDING WALLS 

~ INSTAlL NEW CABINET W/ SINK AND SOAP 8< P.T. DISP. 
SEE INTERIOR ELEVATIONS ON SHTS A2A, A2.S. A2.S & A3.1 

NOTE: 
FOR ENLARGED UNIT 
PLAN AND ENLARGED 
PARTIAL PLANS SEE 
SHEET A2.1. A2.4. 
A2.5, A2.6 /I( AJ.D 

MED & RSD 

FIRST FLOOR WING B 
SCALE: 1/16" - 1'-0" 

ARCHITECTURAL SYMBOLS 
EXISTING WALL 

DEMO WALL 

NEW 2,4 STUD WAlL 

FIRE EXTINGUISHER AND CABINET R""",", 
SEE DETAIL 5/ A2.5 

= NEW CHAIR RAIL SEE DETAIL 5/AJ.1 

= NEW HANDRAIL MOUNTED TO 
CHAIR RAIL SEE DETAIL 4/AJ.1 
DEMO NOTE 

<::::::1J INSTAlL NOTE 

.J!,.. INTERIOR ROOM ELEVATIONS 
"y" SEE SHEETS A2.1, A2A, A2.5, 

AJ.O /I( AJ.1 
~ WAlL lYPES 
~ SEE lYPES ON SHT. AJ.2 

~ 
DIRECTION OF SECTION 

A BUILDING SECTION LETTER 
~ BUILDING SECTION SHEET 

CD ~~Dy~E o~E;"DfOR 
WINDOW 
DETAILS ON 

-----~ 

ITI> DEMO EXIST. FIRE EXTINGUISHER 
WALL MOUNT BRACKETS 

w 
(f) 

(j) 
> .;::: 
On 

~A~2, 6 



IT> DEMO EXISTING DOORS AND FRAME OR TRACK. 

IT> DEMO EXISTING SHELF AND ROD. 

CI> EXISTING CARPET OR VINYL FLOORING. 
FLOOR I>S NEEDED TO RECEM: NEW FLOORING. 

[:±::> REMOVE EXISTING REFRIGERATOR AND STOVE. SAVE 
fOR REiNSTAUATION. 

TEMPORARILY CAP PLUM81NG 
LOCATION. 

CD> DEMO EXISTING KITCHEN CABINETRY. 

IT> OEMO EXISTING TOILET. TEMPORALLY CAP PLUMBING I>S NEEDED. 

CD> 

II> NEEDED 

[]j;:> DEMO EXISTING BATHTUB. 

DEIMO EXISTING WALL TO CLEAR NEW KITCHEN CABINETRY. 

REMOVE EXISTING DOOR AND FRAME. SAVE FOR REINSTALLATION. ~ 

DEMO EXISTING OUTLETS &: LlGIfT SWITCHES TO CLEAR NEW WORK. 

OEIMO EXISTING WALL TO CLEAR NEW WORK 

REIMOVE EXISTING DOOR AND FRAME AND SAVE FOR REINSTAUATION. ~ 
DEIMO EXISTING OWB ON WALLS &: CEIUNG 

DEMO EXISTING WALL I>S NEEDED TO INSTALL NEW PTAC UNIT 

DEIMO EXISTING WALL I>S NEEDED TO INSTALL NEW PTAC UNIT. 
NEW PTAC TO BE LOCATED AT EXISTING BASE OOARD HEATER LOCATION. 
UNITS WITHOUT DECK ARE TO HAVE PTAt UNIT CENTERED UNDER THE EXISTING WINDOW. 

NOTE: THE OWNERS WOULD LIKE TO REMODEL ABOUT 80 TO 90 UNITS TOTAL 
IN BLOCKS OF 10 OR 20 DEPENDING ON UNIT AVAILABILITY. THE WORK IN THE 
UNIT WILL BE ISOLATED FROM THE REST OF THE BUILDING BY KEEPING THE 
ENTRY DOOR CLOSED AND THE EXIST BATHROOM EXHAUST FAN RUNNING WHILE 
WORK IS BEING PERFORMED. 

12'-0" 

13'-9" 3'-5 1/4" 

DECK 

15'-0-

7'-5 3/4" 7'--4 lIt' 3'-5 1/4" 13'-9" 

3 1/2" 

DECK 

12'-0" 

13'-9" 3'-5 1/4" 

b 
I DECK .. 

S 
'l' 
~ 

1;> 
';:: 

~ ... 
I ... 

15'-0" 12'-0" le'-S" 

7'-5 3/4" 7'-4 1/2" 3'-5 1/4" 13'-9" 5'-0 1/4" 

3 1/2" 

s 
'l' 1;> 
~ 1!! 

NEW BEAM ABOVE 

1.> SEE STRUCTURAl SHL S-2.1 

'r 
I 

ill ... 

! 

~ 
N 

~ 
" ,. .. 

~ 4'-10" 

6'-0" 

22'-6" 

7'--41/2" 7'-4" 

b b 
,!. ,,:. ~ b ,,:. 

I I 
b g 

~ LIVING AREA g I 
1;> b b ';!: 

5 
14'8"X13' I 

1;> 
I 

" 1!! {j ';!: ~ 

~ dl ~ 
NEW BfAN ABOVE 

" 1!! {j 
'f SEE SlRUCTiJRAL SHT. S-2.1 

~ dl t: 
~ ~ 0> ~ 

!5 

14 

i' 
ill 

S 
'i' 

" 

0) ~~S3~~9(~"EMO STUDIO ~o~~. A. B & C 0) f~EO~9~~,~o" STUDIO UNIT u~~ A~ 40~ S.~ 
UNIT B = 436 S.F. 
UNIT C = 376 S.F. 

1 3/." 

S 
'l' 
~ 

EXISTIIlG WAll 

OEMO WAlL 

NEW 2x4 S1UD WALL 

=-' fIRE EXTINGUISHER AND CABlNET 
n: SEE OETAlL 5/KL5 

= NEW CHAIR RAIL SEE DElilil C/M.l 

NEW 1iAN0000L MOUNTED TO 
CHAlR RAIL SEE OETilil D/A3.1 

<J] OEMO NOn: 

<:::II INSTAlL NOTE 

+. ~~~~~>~~~.5, 
Al.O &; A3.1 

0- ~~ON SHT. A3.2 

~
OIREC11O>1 Of SECTION 
BUIlDING SECTION lElTER 

"7.1 aUIlDING SECTION SHEET 

CD ~~~: oif'A3.Df'" 

1& ~~~:r."Sf 
NOTE, 
FOR ENLARGm UNIT PLAN AND ENlARGED 
PARTIAL PLANS SEE SHEET A2.1. A2.4. 
A2.5. ta.S at A3.0 

6> ~~~G NCri"CAWo'il FIXTURE 

it> s~f6~LL 6kEWn{~~g~Ntg ~gltr. 
§;:> INSTALL NEW ROLL -IN SHOWER 

it> INSTALL NEW LAV AND CABINETRY. 

INSTALL NEW f.DA TOILET. 

t:> INSTALL NEW GRAS liARS. 

~ INSTALL NEW VINYL FLOORING. 

B> INSTALL NEW LINEN CABINET. 

[::> INSTALL NEW KITCHEN CABINETRY. 

jg> 1~~1~~N~g roA~~;g~G~~~:~~ 
~ REINSTALL EXISTING APPLIANCES. INSTALL 

NEW OUTLET IF NEEDLD. 
~ ADO TRIM MOLOING TO DOOR 

(TO CREATE PANEL LOOK), NEW 
KICK PLATE AND ADA LEVER HANDLES. 

IB::> REINSTALL EXISTING BATHROIDM 
DOOR AND FRAME 

It> 1~~~~~~O~TU;g~t~NG 
5> ~~T~D~gwU~~C UNIT. VERIFY UDCATIONS 
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CURTAIN ROO 

~ 
I 

~I£!ADA 

@~!,~ROOM-l&2 BED 0BATHROOM-l&2 BED 
l,r« .. l'-(I:" 

BATHROOM-STUDIO 
1/'-""'-(1:" 

14 LIVING-STUDIO 
1/ .... ,.4/ 

REMARKS: 
CD PAINT TRIM WORK SHERWIN WII.LIAMS DOVER WHITE (51'16385) 

® PROVIDE SHEET VINYL AT THE UNIT ENTRY /I; KITCHEN FLOOR 

o PROVIDE OUTDOOR CARPET AT BALCONY FLOORING (SHAW WINDSURF 54688-00700 DRIFTWOOD) 

G) PAINT TRIM SHERWIN WIUJAMS NAVAJO WHITE (SW612S) 

® PAINT TRIM SHERWIN WIUJAMS VIRTUAL TAUPE (SW7039) 

® PAINT TRIM SHERWIN WILLIAMS BALANCED BEIGE (SI'I7037) 

(0 PAINT INSET WALLS /I; DOOR TRIM SHERWIN WILLIAMS BALANCED BEIGE (SW7037) 

® PAINT ENTRY ODOR SHERWIN WIUJAMS BlACK FOX (SW7D20) 

® THE EXISTING 3 WALLS WITH FABRIC ARTWORK ARE TO BE PAINlED SHERWIN WILLIAMS VIRTUAL TAUPE (SW7039) 

@ PAINT ACCENT WALLS (2) SHERWIN WII.LIAMS VIRTUAL TAUPE (SW7039) 

@ PAINT NORTHEAST WALL TO MATCH EXISTING ROOM 

@ PAINT NCRTHWEST WALL TO MATCH EXISTING ROOM 

@ CROWN MOLDING ON ALL WALLS 

@ ADD CROWN MOLDING TO MATCH EXISTING 

@ CHAIR RAILS AROUND THE ROOM WITH WP2 WAlLPAPER A!BOVE SEE CHAIR RAIL DETAIL C/A3.1 

@ WP2 WAlLPAPER ON ALL THE WALLS EXCEPT VESTIBULE WALL 

@ WP2 WAlLPAPER ON LOBIlY SIDE OF STUB WALL 

@ REPlACE EXISTING SLlSPENDED CEIUNG TILES WITH NEW SUSPENDED CEIUNG TILES IN CORRIDOR AND PAINT GRID 
TO MATCH NEW CEIUNG TILES 

@ VERIF'( WITH OWNER FOR WP2 LOCATIONS 

ABBREVIATIONS - DEFINITIONS 
R - RUBBER BASE RESIDENT ROOMS JOHNSON/Tt RueBER WALL BASE C 129 SILK 4 

COMMON AREAS RtF'!' W INTERIOR DES.lGNER 

SV SHEET VINYL 
C 1 CARPET 54588 AMAZE 
C2 CARPET 
C3 CARPET 
C4 CARPET WALK OFF 
C5 CARPET 50509-106 MAVERICK 
G GYPSUM WALL BOARD 
SL SLATE TILE COLOR & STYLE TO BE SELE.'CTED BY OWNER. 

WD WOOD 
WP1 - WALL PAPER 
WP2 - WALL PAPER 
S SUSP. CEILING 

KAR KARNDEAN LVT WOOD PLANK FLOORING 
P1 SHERWIN WILLIAMS 
P2 SHERWIN WILLIAMS SHERWIN WILLIAMS - DOVER WHITE SW5J85 

P3 SHERWIN WILLIAMS SHERWIN WILLIAMS NAVAJO WHITE SW 6126 

P4 SHERWIN WILLIAMS SHERWIN WIlLIAMS BlACK fOX SW7Q20 

P5 SHERWIN WILLIAMS SHERWIN WILLIAMS - BAlANCED BooE SW7037 

P6 SHERWIN WILLIAMS SHERWIN WILLIAMS - VIRTUAL TAUPE SW7039 

P7 EXISTING BUILDING PAINT 

TO BE 

ROOM FINISH SCHEDULE 
ROOM NAME FLOORS WALLS WAINSCOT CEILINGS 

~"M~AT~.-'--B7AS~E~~N~O~RT~H~-'~~T~~SO~~"H~-"WE~ST'-~~;C- ~"--+-'M~A~T~.-r--FI~N~.-+ 

f5\ KITCHEN -1 &2 BED 
\:'::/1/ ...... 1·-(1" 

DEMO EXIST. ewB & !<STAll. 
MOISTURE RES~TlVE 
f{Jl:".m~S '~;&'1R BB'fu.D+ ____ , 

PROV1DE 2>15 Bu<C 
AT GRAB BARS 

EXIST. 2x4 «I 16" ~.C. 

r-EXlST. F1.00RlNG 

® TYP" FIBERGLASS SHOWER DETAIL 

SECTION AT COUNTERTOP 

STUDIO UNIT A 
LIVING 
BATH 

STUDIO UNIT B 
LIVING 

1ST FLOOR 
EMPLOYEE LOUNGE 
PHYSICAL THERAPY 
TOTEM LOUNGE 
TOTEM LAKE HALL 
TOTEM STORAGE 
CORE CORRIDOR 
WINO B CORRIDOR 

2ND FLOOR 
VESTIBULE 
LOBBY 
ED OFFICE 
AA OFFICE 
DRS OFFICE 
WORK ROOM 
MARKETING OFFICE 
MED ROOM 
RESIDENT SERVICE DESK 
FIRESIDE ROOM 
BISTRO 
HEARTH FIRE DINING 
PRESIDENT'S ROOM 
CORE CORRIDORS 
WINO A CORRIDOR 
WING B CORRIDOR 

RESIDENT LAUNDRY 
BEAUTY SALON 
BILLIARD ROOM 
OFFICE 
CLUB LOUNGE 
LIBRARY 
CRAFTS ROOM 
MARION THEATER 
CORE CORRIDORS 
WING A CORRIDOR 
WING 8 CORRIDOR 

4TH FLOOR 

EXIST. STUD 
WALLS 

CONTINUOUS 
1115 MDF 
ATTACH TO 
sruDS 

EXIST. 

GARDEN ROOM 
RESIDENT LAUNDRY 
CORE CORRIDOR 
WING A CORRIDOR 

EXIST. 
STUD WAllS 

1/4" 
~ 

G'fPSUM BOARD CONTINUOUS 
1xS MDf 
AITACH TO STUDS 

C5 

C5 
SV 

C5 

sv 

C5 
C5 

sv 

C5 
C5 

C5 
sv 

KAR 

Cl 

KAR 
SV 
Cl 

CZ 
C2 

KAR 
C1 

C2/KAR 

KAR 

.= CHAiR RAIL 0?P0SlT£ SIDE Of I-W4DRAIL 

EXIST. 
GYPSUM BOARD --~'---'/ 

® LOW HEIGHT PARTlTlON 
", @)~DETAIL @~RAIL DETAIL 

4"R P1 PI PI P1 EX-GWB P2 
PI P1 P1 P1 EX-OWB P2 

P1 P1 EX-OWB P2 
PI PI EX-OWB P2 

PI PI EX-OWB P2 

P1 P1 EX-OWB P2 

PI P1 EX-OWB P2 
PI PI EX-GWB P2 

P1 P1 Ex-owe P2 

P1 PI EX-GWB P2 

PI PI EX-GWB P2 

PI P, EX-OWB P2 

P1 P1 EX-OWB P2 
PI P1 EX-OWB P2 

4"R P3 P3 P3 P3 EX-OWB 
P7 EX-OWB 

4"R P5 P5 P5 P5 EX-OWB 
4"R P1 P1 PI P1 EX-OWB 
4"R P7 P7 P7 P7 EX-GWB 
4"R P3 P3 P3 P3 EX-S 

P3 P3 P3 P3 EX-S 

EX-GWB 
EX-GWe 
EX-GWB 
EX-GWe 
EX-GWe 
EX-GWe 
EX-GWe 
EX-GWe 
EX-GWe 
EX-GWe 
EX-GWe 
EX-GWB 
EX-GWB 

EX-S 
EX-S 
EX-S 

EX-GWe 
EX-GWB 
EX-GWB 
EX-GWe 

4"R WPZ WP2 WP2 WP2 EX-GWB 
4"R PI WP2 PI WP2 EX-GWB 
4"R P3 P3 P3 P3 EX-GWB 
4"R PI PI PI PI EX-GWe 
4"R P3 P3 P3 P3 EX-S 

P3 P3 P3 P3 EX-S 
P3 P3 P3 EX-S 

EX-GWe 
4"R PI PI P1 EX-GWB 
4"R P3 P3 P3 EX-S 

P3 P3 P3 EX-S 

® ~0lIN MOLDING 

o ~~~Js MOLDINGS 

REMARKS 

2 3 8 

2 8 

2 38 

ROOM NUMBER 

NEW OIL RUBBED 
BRONZE LEVER HANDLE 

D 
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o 
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o 
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o ~, 

\:~ TRANSmoN STRIP ;;-~iOONN 
SHEET VINYL flOORING TRANSITlON/ JOINER 
O'IER "" CONC. SlAB \" SEALED 

~tmmlZ~~"':' ... "';" "'1I!""1iY"~~ CONe. SlJ.B 
.~.. 4.. .. r ...4 4.... 

TRANSITION BETWEEN FLOOR FINISHES NOTE: VERIFY lILE SIZES, PATTERNS 

llnIl:S; 

1. 1/2" I.IAXIMUM TOTAL HEIGHT WITH 1/4" II\XIW)M VERTICAL 
CtwlGE AT EDGE. 

2. 1: 2 SLOPED BEVEl. REQUIRED If LEVEL CHANGE IS O'IER 
1/4" VER11CAL LEVEL CIWlGE. 

3. 1/4" MAXIMUM VERllCAl. LEVEL CIWlGE. 

ACCESSIBLE THRESHOLD NOTES 
Scale: NTS 

AND EXl£NT WITH INTERIOR ELEVATIONS 
AND nNISH SCHEDULE 

GA FILE NO. WP 36051 1 GENERIC 1 I , HOUR 130 TO 34 STC 
FIRE 1 SOUND 

GYPSUM WALLBOARD, WOOD STUDS 
er..r.,.r5lr .... x .... ~~ .......... ra.t.nt.,.." 
1IItWIIt ...... ·...- ....... cww ......... tIgM .... -.1illl1f 
,.. ....... 'i·a.c. .... --*-I I'I1II,' 7/r ... G.CIISO .... 1/4· ...... T 
u. .... " .......... """ .... "........ ..... ,.,.IIIIIft ...... 
.... ....... 15- _ .".. ..... (U)tD II£NK) 

EXIST. SHEETROCK 
CEILlNG-----

EXIST. 2x WALL 

ADJUST WAlL AS NEEDED 

~~~~STSDVE~oftWl~G 
MORE THAN 6" FROM AUNEMENT 
DR PROVIDE 2, BLOCKING 

==;~~~~BETW~ EEN JOISTS 0 24" D.C. 

I~ ItEXISTING SHEETROCK L:;J fEilmlG ~ EXISTING 

fty~ I~s BATT 

2x4 STUDS 
o 16" D.C. 

Ho----iH-- 5/B" l'I'PE 'x' GWB 

mN~B-FLOORING 
---'''"'''-i;?'-'-''-

~J.i ~42?'~.t:ATE w/ 

GA FILE , WP3605 

WALL TYPE 
SCALE: NTS 

rFLOOR FRAMING ABOVE 

-------------,r--

2x4 STUDS 0 16" O.C. 
(FRAMING FOR MAILBOX VERIFY WI MFR.) 

~=:~t==~~-METAL PREFAB MAILBOXES 
'" (VERIFY OPENING SIZE) 

EXIST. GWB ---"'-tt-iJl=;r-----r.,.,./. 
EXIST. WOOD SUBFLOOR 

WALL TYPE 
SCALE: NTS 

SiS" TYPE 'X' GWB 

P.T. 2x ~E PLATE WI 
16d 0 24 D.C. 

DOOR TYPES 

S" S" S" 

A Ii" SOUD CORE WOOD STILLE B II" SOUO CORE WOOD 
AND RAIL Wffil " RAISED PANELS l' CLEAR lEMPERED GLASS 

6" EQ 6" 

~~~----, 

'" I 

'" 

I 
I 
I 
I 
I 
I 
I 
I 
I 

"""" ....... L..!-L.l...LL.L>L ___ --' 

WINDOW lYPES 

5'-0" 

., 
TEMPERED GLASS ;!, 

AN. FL F1N. FL 

eli" souo CORE WOOD D II" SOUD CORE WOOD RAIL 
AND STILE 
TRUE DMDED UTES 
l' CLEAR lEMPERED GLASS 

{m 
Ell" SOUD CORE 

WOOD GATE 

NOTE: WlNOOW UNITS ROUGH OPENING TO BE REVISED />s REQUIRED BY MANUFACTURE SELECTED. 
ALL WINDOW UNITS WITHIN 2'-0" OF A DOOR ARE TO HAVE TEMPERED GlASS. 

VERIFY ALL HEADER HEIGHTS TO ALIGN TOP OF DOOR FRAME WITH TOP OF WINDOW FRAME 

WINDOW lYPEffi --------~ BcLssHOWlW METAL PX:1\lRE fRAlAE WI mtPERED 

WINDOW lYPE& roIM1V=~~)UNrr WI INSUl.. GlASS PANElS 

~[ 
HOUOW METAl 
FRAME 

JAMB EXTENDER 
AS REQUIRED 

GLA2ING 

,-!'VITTrF=F-SEAlANT 

L;;!!:=~~;;:;t==REMOVABLE STOP 
Ii' HOUOW METAl. 

DETAIL 0 JAMB 

FRAME 

TA-30 COlllIlIAl. 
STEEL CASING 
BOTH SlOES 
HFAD SIMIlAR 

RELITE HEAD / JAMB (SIM.) 
Scale: NTS 

r----- H-I30 WOOD CASING 
5/S" , 2" x 4" 
ON CORRIDOR SIDE 
HEAD SIMILAR 

WOOD STUDS 

SEE PARTITION l'I'PE 

~" h;:---'''---'- ~/~~ ~9D~ ,,'?SING 
-.t-->t----i'- ON CORRIDOR SIDE 

HEAD SIMILAR 

M1 FRAME TYPE 

r------ SEE PARTITION 
-IT''lr.?'''"''<:-i''Ir--rrn- l'I'PE 

HEADER 

SHIM AS REOD. 
5/B" GYPSUM 
BOARD 

IIlf1l!H11f-- SUOING DOOR 
TRACK AND 
HARDWARE 

DOOR 

DOOR AND FRAME NOTES 
1. AlL DOORS SHALL BE 6'-S" HIGH, 1 3/4" THICK UNLESS 

OTHERWISE NOTED. 
2. AlL LABELED DDORS SHALL BE GOVERNED BY U.L 

REQUIREMENTS AND SHALL BEAR PHYSICAl U.L LABEL OF 
FIRE RATlNG SPECIFIED. 

3. VERIFY ALL PARTlTlON THICKNESS PRIOR TO DETERMINING 
FRAME THROAT SIZE. 

4. AlL DOOR FRAME DEPTH SIZE DIMENSIONS SHALL BE lIB" 
GREATER ON EACH SIDE OF PARTITION WHERE SNAP-O~ 
CASING IS SCHEDULED. 

5. DOUBLE DOORS SHAlL HAVE METAl ASTRAGAL. 
6. AlL FIRE RATED DOOR FRAMES SHALL BE 1 S GAUGE. 

7. ALL VISION PANELS IN DOORS SHALL HAVE AN 1 B GAUGE 
STEEL FRAME. 

B. COMMON AREA SlOES OF DOOR JAMBS AND WINDOW 
JAMBS TO RECEIVE WOOD TRIM WHILE UTlLfIY ROOMS AND 
RESIDENT ROOM SIDES OF METAL JAMBS TO RECEIVE 
'TIMELy' COLONIAl SlYl.E METAl SNAP-ON TRIM. 

9. PROVIDE KICK PLATES AT AlL EXISTlNG CORRIDOR DOORS 
10. PROVIDE NEW DOOR HARDWARE TO MATCH EXISTING 

PER SECTION l00B.l.B.l HARDWARE 
DOOR HANDLES, PULLS, LATCHES, LOCKS AND OTHER 
oPERATlNG DEVICES ON DOORS REQUIRED TO BE ACCESSIBLE 
SHAlL NOT REQUIRE TIGHT GRASPING, TIGHT PINCHING OR 
TWISTING OF THE WRIST TO OPERATE. 

11. PER ICC/ANSI 1.117.1 SECTlON 404.2.B OPENING FORCE 
FIRE DOORS SHAlL HAVE A MINIMUM OPENING FORCE 
AlLOWABLE BY THE APPROPRIATE ADMINISTRATIVE AUTHORIlY. 
THE FORCE FOR PUSHING DR PUWNG OPEN ODORS OTHER 
THAN FIRE DOORS SHAlL BE AS FOLLOWS: 

1. INTERIOR HINGED DOOR: 5.0 POUNDS MAX. 
2. SUOING OR FOLDING DOOR: 5.0 POUNDS MAX. 

THESE FORCES DO NOT APPLY TO THE FORCE REQUIRED TO 
RETRACT LATCH BOLTS OR DISENGAGE OTHER OEI'IICES THAT 
HOLD THE DOOR IN A CLOSED POSITION. 

DOOR SCHEDULE 

HARDWARE SETS 
HS-l 
3 PAIR BUTTS 
1 LEVER PASSAGE SET 
1 DUMMY TRIM 
1 SET AUTO FLUSH BOLTS 
1 ASTRIGAL 
1 SET GASKETlNG 
2 KICK DOWN ODOR HOLDERS 
HS-2 
1 1/2 PAIR BUTTS 
1 STORE ROOM LOCKSET ALBDPD 
1 DOOR CLOSER W/ STOP ARM 
HS-3 
1 1/2 PAIR BUTTS 
1 ENTRANCE LOCK SET Al53PD 
1 WALL DOOR STOP 
1 SET GASKETlNG 
HS-4 
1 POCKET DOOR HARDWARE KIT w/ LOCK 
HS-5 
1 1/2 PAIR BUTTS 
1 STOREROOM LOCKSET ALBDPO 
1 WALL ODOR STOP 
1 SET GASKETlNG 
HS-6 
2 SPRING HINGES 
1 GATE LATCH 
1 STOP 
1 10" KICK PLATE 
HS-7 
1 1/2 PAIR BUTTS 
1 ENTRANCE LOCKSET 
1 CLOSER 
1 WALL DOOR STOP 
1 SET GASKETlNG 

No. TYPE MArl. FINISH WIDTH REMARKS 

1ST FLOOR CORE 
1 0 WO PAINT 3 -0 PR 6 -S" 1 3 4 1.41 PAINT HS-l 
2 C WO PAINT 3'-0" 6'-S" 1 3 4" 1.41 PAINT HS-2 
2NO FLOOR CORE 
3 0 WO PAINT 3 -O"PR 6 -S" 1 3/4 1.41 PAINT HS-l 

" A WO PAINT 3'-0" 6'-S" 1 3 4" 1.41 PAINT HS-3 
5 A WO PAINT 3'-0" 6'-S" 1 3 4" 1.41 PAINT HS-3 
6 C WO PAINT 2'-6" 6'-S" 

3 "" 
1.42 PAINT HS-" POCKET DOOR 

7 C WO PAINT 3'-0" 6'-B" 3/4" 1.42 PAINT HS-4 POCKET DOOR 
B C WO PAINT 2'-6" 6'-B" 3 4" 1.42 PAINT HS-4 POCKET DOOR 
9 A WO PAINT 3'-0" 6'-S" 3 4" 1.41 PAINT HS-3 
10 B WO PAINT 3'-6" 6'-S" 1 3 4" 1.41 PAINT HS-5 
11 E WD PAINT 3'-6" 26" 1 3 4" HS-6 ACCESS SWING GATE 
3RD FLOOR CORE 
12 B WO PAINT '-O"PR 6'-S" 1 3 4" 1.41 PAINT HS-l 
13 C WO PAINT 3'-0" 6'-B" 1 3 4" 1.41 PAINT HS-2 
4TH FLDOR CORE 
14 B WO PAINT 3'-0" 6'-S" 1 3 4" 1.41 PAINT 20 MIN. HS-7 

NOTE: ADD KICK PLATE TO DOORS IN CORRIDORS & LOBBY AREA 

c: 
o 
rn 
c: 
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EXISllNG SECOND A.OOR PlAN 
SCALE: l' • YJ' Jij4b SJ'. 

~ ---,~~<ISll,!J,.,!!.:~~@.:,...L!Fln;RST~!..!A.OO~~R...!P:.!lAN~_ 
~ "'""'-L. oN 22.410s.r. 

NOTE: THE OWNERS WOULD UKE TO REMODEL ABOUT SO TO 90 UNITS TOTAL 
IN BLOCKS OF 10 OR 20 DEPENDING ON UNIT AVAILABIUlY. THE WORK IN THE 
UNIT WILL BE ISOLATED FROM THE REST OF THE BUILDING BY KEEPING THE 
ENTRY DOOR CLOSED AND THE EXIST BATHROOM EXHAUST FAN RUNNING WHILE 
WORK IS BEING PERFORMED. 
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4" REINF. CONC, 
~ SlA6 ON G!'<ADE 

EMFLOYEE 
LOUNGE 

_ __ c-_ 

,,- - PARTITION WALL TO 6E 

"- t'<EMOVED - SEE 
ARCHITECTU!'<Al PLANS 

'~EXISTING FOOTING 
(T'YP.! 

WALle TO 6E ADDED -
SEE At'<CHITECTURAL 
PLANS - NON-STt'<UCTURAL 
MODIFICATION 

t'<EINF. CONC. 
ON G!'<ADE 

STAIRS 6ETWEEN TOTEM 

STRUCTURAL NOTES: 

2.1) CEILING 6EAM FOt'< STUDIO UNIT WALL t'<EMOVAL, SEE 
PLANS UNIT "220. USE 3,12Ei>" X 12" 24F-V4 GLU LAM 
SUF'F'Ot'<TED ON 4 X 4 "i. ATTACH GLU LAM 6EAM TO 
pOeTe WITH 2 elMpeoN AT EACHEND. IF 6EAMe 
AND pOeTe eT ACK FLoot'< TO FLOOR ueE 4 X '" DF "i 
PoeTe ON LOWER TWO FLOORO, USE SAME SIZE 6EAM ON 
ALL FLOORe, 

2.2) FOURTH FLOOR t'<EMODEL IMPROVEMENTe ON THE 
FOURTH FLOOR, THEt'<E WILL 6E 2 WALLS ADDED TO THE 
t'<EeIDENTIAL LAUNDt'<'Y t'<OOM, THESE ADDITIONS At'<E 
NON-STt'<UCTU!'<AL, AND THEt'<E IS THEt'<EFOt'<E NOTHING 
FOR THle OFFICE TO ADDt'<Eee, 

3,0) THIRD FLOOt'< t'<EMODEL IMPROVEMENTS 

3.1) CEILING 6EAM OVER CLU6 LOUNGE AND MARION 
THEATER, 60TH ON THIRD FLOOR weE 3.12Ei>" X lEi>" 24F-V4 
GLU LAM OR Ei>.I2Ei>" X 12" 24F-V4 GLU LAM SUPPORTED 6'1" 
4 X '" DF "I POST WITH 2 - SIMpeON eT.,224 AT EACH END 
TO CONNECT 6EAM TO POeT, 

3.2) HEADER FOR ENTRANCE DOOR FOt'< CLU6 LOUNGE 
AND MARION THEATER ueE 2 2 X Iil DF "2 eUPPOt'<TED 
ON I - 2 X 4 STUD TRIM, 

4,0) SECOND FLOOR IMPROVEMENTe 

4.1) CEILING 6EAM OvER FIt'<ESIDE ROOM AND 
PRESIDENT'e ROOM USE Ei>.I2Ei>" X 1.,5 24F-V4 Ot'< "'.1Ei>" X 1& 
GLU LAM. ueE SIMpeON ECC COLUMN CAPe WI ., X ., DF 
"1 POSTS CONT!'<ACTOR TO INSURE AT LEAST A '" X '" 
CARt'<IES POST LOADS TO 6ASEMENT AND FOUNDATION, 

4.2) HEADER FOR ENTt'<ANCE DOOt'< FOR THE FIt'<ESIDE 
ROOM AND F't'<ESIDENT'S ROOM USE 2 - 2 X 8 DF "2 
SUF'F'Ot'<TED ON I - 2 X 4 STUD Tt'<IM. 

4,'3) NEW HEADEt'< AT ROD STATION USE 3.12&" X ':\" 24F-V4 
GLU lAM SUF'F'ORTED ON 2 - 2 X 4 STUD TRIM, 

4.4) CEiliNG 6EAM OVER COUNTER AT RSD USE 3.12Ei>" X 
lEi>" 24F-v4 OR &.I2Ei>" X 12" 241". SUF'F'ORT ON 2 - 2 X ., DF 
"2 STUDS, ATTACH EXISTING PERPENDICULAR 6EAM TO 
NEW 6EAM WITH SIMpeON HWU, IF F'OSSI6lE. OR 6EAR 
EXISTING 6EAM ON TOF OF NEW 6EAM WITH 2 - SIMPeoN 
A3&'S, 

4.&) SECOND FLOOR l066'Y AND OFFICES 
MODIFICATIONS TO THle At'<EA DO NOT AFFECT THE 
STt'<UCTUt'<E. CONT!'<ACTOt'< TO VERIF'Y THAT EXISTING 
FLOOR A60VE THIS SFACE SFANS THE WHOLE 
SPACE AS A WI.,X40 STEEL 6M. 

sa) Ft'<AMING A60VE FIRST FLOOt'< IMPROVEMENTS, 

Sol) FLOOR GIt'<DER A60VE TOF OF NEW ST AIRO Ft'<OM 
TOTEM LOUNGE USE 3.12S" X 10.&" 24F-V4 GLU LAM 
SUF'F'ORTED ON 2 - 2 X ., STUD Tt'<IMMERS, NOTE, 
CONTt'<ACTOR TO VERIF'Y THAT DOU6LE TRIMMEt'< LOAD IS 
T!'<ANSFERt'<ED TO LEVEL 6ELOW (6ASEMENT) WITH AT 
LEAST 2 - 2 X ., STUDe. 
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EXIST. 2xl0 .. 16" O.C. 
IN =RRIDORS (TYPJ 

dJ I 

I EXISTING 
~FOOTING 
I (T'(PJ 

T rl1lii rr rrn 11 

I 
I 
I 
I 
I 

:::_ :::1b_~::::::::::~ __ ="_~ __ :::::!::::::=~~di::::J"""=' ~====~:¢::::::::1l....J 

J [1-L _______ -.1--:..... 

EXIST. EoxlO 
HEADER 

i:1 I I I 
FRESIDENT'S 

II\ROOM \ 
:: I I 
II' , , 

EXIST. W8xl1 
GIRDER 

t--+-+--t--+---t1It--+--+--t---+-+-I--ttt'---l EXIST. 12" FLOOR 

i ~_- " .. --:: - ~_.-r::.... L.. ___ =-_:...=" __ ~ l ~:RUSSES. 24" o.c. 

L-----~_I-----L _~. 

ST8UCTURAL NOTES: 

2j) CEILING BEAM FOR STUDIO UNIT WALL 
REMOvAL, SEE PLANS UNIT "220. USE 3.125" X 12" 
24F-V4 GLU LAM SUPPORTED ON 4 X 4 DF. "1. 
An ACH GLU LAM BEAM TO POSTS WITH 2 
SIMpSON ST6224 AT EACHEND. IF BEAMS AND 
POSTS STACK FLOOR TO FLOOR, USE 4 X 6 OF 
"1 POSTS ON LOWER TWO FLOORS. USE SAME 
SIZE BEAM ON ALL FLOORS. 

22) FOURTH FLOOR REMODEL IMPROVEMENTS 
ON THE FOURTH FLOOR. THERE WILL BE 2 WALLS 
ADDED TO THE RESIDENTIAL LAUNDRY ROOM. 
THESE ADDITIONS ARE NON-STRUCTURAL, AND 
THERE IS THEREFORE Non-lING FOR THIS 
OFFICE TO ADDRESS. 

3.0) THIRD FLOOR REMODEL IMPROVEMENTS 

3j) CEILING BEAM OVER CLUB LOUNGE AND 
MARION THEATER, BOTH ON THIRD FLOOR USE 
3.125" X 15" 24F-V4 GLU LAM OR 5.125" X 12" 
24F-v4 GLU LAM SUPPORTED BY 4 X 6 DF "1 
POST WITH 2 - SIMpSON ST6224 AT EACH END 
TO CONNECT BEAM TO POST. 

32) HEADER FOR ENTRANCE DOOR FOR CLUB 
LOUNGE AND MARION THEATER USE 2 - 2 X 8 
DF"2 SUPPORTED ON 1- 2 X 4 STUD TRIM. 

4.0) SECOND FLOOR IMPROVEMENTS 

4j) CEILING BEAM OVER FIRESIDE ROOM AND 
PRESIDENT'S ROOM USE 5.125" X 16,5 24F-V4 OR 
6.'5" X 15 GLU LAM. USE SIMpSON E= =LUMN 
CAPS WI 6 X Eo DF "1 POSTS CONTRACTOR TO 
INSURE AT LEAST A 6 X 6 CARRIES POST 
LOADS TO BASEMENT AND FOUNDATION. 

42) HEADER FOR ENTRANCE DOOR FOR THE 
FIRESIDE ROOM AND PRESIDENT'S ROOM USE 2 
- 2 X 8 DF "2 SUPPORTED ON I - 2 X 4 STUD 
TRIM. 

4.3) NEW HEADER AT RSD STATION USE 3.125" X 
'a" 24F-V4 GLU LAM SUPPORTED ON 2 - 2 X 4 
STUD TRIM. 

4..4) CEILING BEAM OVER COUNTER AT RSD USE 
3.125" X 15" 24F-V4 OR 5.125" X 12" 24F. SUPPORT 
ON 2 - 2 X Eo DF "2 STUDS. AnACH EXISTING 
PERPENDICULAR BEAM TO NEW BEAM WITH 
SIMpSON HWU, IF POSSIBLE. OR BEAR 
EXISTING BEAM ON TOP OF NEW BEAM WITH 2 -
SIMpSON A35'S. 

4.5) SECOND FLOOR LOBBY AND OFFICES 
MODIFICATIONS TO THIS AREA DO NOT AFFECT 
THE STRUCTURE. CONTRACTOR TO VERIFY THAT 
EXISTING FLOOR GIRDER ABOVE THIS SPACE 
SPANS THE WHOLE SPACE AS IS A WIEoX40 
STEEL BM. 

5.0) FRAMING ABOVE FIRST FLOOR 
IMPROVEMENTS. 

&j) FLOOR GIRDER ABOVE TOP OF NEW STAIRS 
FROM TOTEM LOUNGE USE 3.125" X 10,5" 24F-V4 
GLU LAM SUPPORTED ON 2 - 2 X Eo STUD 
TRIMMERS. NOTE, CONTRACTOR TO VERIFY 
THAT DOUBLE TRIMMER LOAD IS TRANSFERRED 
TO LEVEL BELOW (BASEMENT) WITH AT LEAST 2 
- 2 X 6 STUDS. 
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EXIST. 12" FLOOR 
TRUSSES. 24" O.C. 

III i 
II1I 
I' , I 

Cbl!2 IbO~NC:}I; 
, , , 
I 

I I I I I 

PRESERVE AND 
PROTECT EXISTING 

BREAKER PANEL 

SEE ENGINEERING FOR 
STEEL BEAM OPTION 
, Ii; , , 

~-r--;----j---r------1r--t-=----t--j----'------r--' ,I 
II i I 
'II: ,I 

EXIST. 12" FLOOR 
1---+--I--t--+--t--+--I--+-+----'f--'-,-+-TRU5SES. 24" OC. 

II' I I i I 
, 'L r ! 1 ... 

STRUCTURAl,. NOTI;S: 

2.1) CEILING BEAM FOR STUDIO UNIT WALL REMOvAL, SEE 
PLANS UNIT "220. USE ~.I2S" X 12" 24F-V4 c:.LU LAM 
SUPPORTED ON 4 X 4 DF. "I. ATTACI-I c:.LU LAM BEAM TO 
POSTS WITI-I 2 SIMPSON ST6224 AT EACI-IEND. IF BEAMS 
AND POSTS STACK FLOOR TO FLOOR. USE 4 X 6 DF "I 
POSTS ON LOWER TWO FLOORS. USE SAME SIZE BEAM ON 
ALL FLOORS. 

2.2) FOURTI-I FLOOR REMODEL IMPROVEMENTS ON Tl4E 
FOURTI-I FLOOR, Tl4ERE WILL BE 2 WALLS ADDED TO TI-IE 
RESIDENTIAL LAUNDRT' ROOM. TI-IESE ADDITIONS ARE 
NON-STRUCTURAL, AND Tl4ERE IS TI-IEREFORE NOTI-IING 
FOR TI-IIS OFFICE TO ADDRESS. 

3.0) TI-IIRD FLOOR REMODEL IMPROVEMENTS 

3.1) CEILING BEAM OVER CLUB LOUNc:.E AND MARION 
TI-IEATER. BOTI-I ON Tl4IRD FLOOR USE ~.I2S" X IS" 24F-V4 
c:.LU LAM OR 5.125" X 12" 24F-V4 c:.LU LAM SUPPORTED BY 
4 X 6 DF "I POST WITI-I 2 - SIMPSON ST6224 AT EACI-I END 
TO CONNECT BEAM TO POST. 

3.2) I-IEADER FOR ENTRANCE DOOR FOR CLUB LOUNc:.E 
AND MARION Tl4EATER USE 2 - 2 X a DF "2 SUPPORTED 
ON I - 2 X 4 STUD TRIM. 

-4.0) SECOND FLOOR IMPROVEMENTS 

-4.1) CEILING 6EAM OVER FIRESIDE ROOM AND 
PRESIDENT'S ROOM USE 5.125" X 16.5 24F-V4 OR 6.15" X IS 
c:.LU LAM. U5E SIMPSON E= =LUMN CAPS WI 6 X 6 DF 
"I POSTS CONTRACTOR TO INSURE AT LEAST A 6 X 6 
CARRIES POST LOADS TO BASEMENT AND FOUNDATION. 

-4.2) I-IEADER FOR ENTRANCE DOOR FOR TI-IE FIRESIDE 
ROOM AND PRESIDENT'S ROOM USE 2 - 2 X a DF "2 
SUPPORTED ON I - 2 X 4 STUD TRIM. 

-4,3) NEW I-IEADER AT RSD STATION USE ~.I2S" X ~" 24F-V4 
c:.LU LAM SUPPORTED ON 2 - 2 X 4 STUD TRIM. 

-4,4) CEILING BEAM OVER COUNTER AT RSD USE ~.I2S" X 
IS" 24F-V4 OR 5.125" X 12" 24F. SUPPORT ON 2 - 2 X 6 DF 
"2 STUDS. ATT ACI-I EXISTING PERPENDICULAR BEAM TO 
NEW 6EAM WITI-I SIMP50N I-lWU, IF POSSI6LE. OR 6EAR 
EXISTING 6EAM ON TOP OF NEW 6EAM WITI-I 2 - SIMPSON 
A~S'S. 

-4,5) SECOND FLOOR L066Y AND OFFICES 
MODIFICATIONS TO Tl4IS AREA DO NOT AFFECT TI-IE 
STRUCTURE. CONTRACTOR TO VERIFY Tl4AT EXISTING 
FLOOR c:.IRDER ABOVE TI-IIS SPACE SPANS TI-IE WI-IOLE 
SPACE AS IS A WI6X40 STEEL ElM. 

5.0) FRAMING ABOVE FIRST FLOOR IMPROVEMENTS. 

5.1) FLOOR c:.IRDER ABOVE TOP OF NEW STAIRS FROM 
TOTEM LOUNc:.E USE ~.I2S" X 10.5" 24F-V4 c:.LU LAM 
SUPPORTED ON 2 - 2 X 6 STUD TRIMMERS. NOTE, 
CONTRACTOR TO VERIFY Tl4AT DOU6LE TRIMMER LOAD IS 
TRANSFERRED TO LEVEL 6ELOW (6ASEMENT) WITI-I AT 
LEAST 2 - 2 X 6 STUDS. 
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GARDEN 
ROOM . --J---

STRUCTURAL NOTES, 

2.1) CEILING BEAM FOR STUDIO UNIT WALL REMOVAL, SEE 
PLANS UNIT "220. USE 3.12:;" X 12" 24F-V4 C>LU LAM 
SUFFORTED ON 4 X 4 DF. 01. ATTACH C>LU LAM BEAM TO 
POSTS WITH 2 SIMPSON ST6224 AT EACHEND. IF BEAMS 
AND PCSTS ST ACI< FLOOR TO USE 4 X Ii> DF "1 
FOSTS ON LOWER TWO FLOORS. USE SIZE BEAM ON 
ALL FLOORS. 

22) FOURTH FLOOR REMODEL IMPROVEMENTS ON THE 
FOURTH FLOOR, THERE WILL BE 2 WALLS ADDED TO 
RESIDENTIAL LAUNDRY ROOM. THESE ADDITIONS 
NON-STRUCTURAL, AND IS THEREFORE NOTHINc> 
FOR THIS OFFICE TO AD'DJ'ieEbb. 

3.0) THIRD FLOOR REMODEL IMPROVEMENTS 

3.1) CEILING BEAM OVER CLUB LOUNc>E AND MARION 
BOTH ON THIRD FLOOR USE '3.12:;" X I:;" 24F-V4 

C>LU :;.12:;" X 12" 24F-V4 C>LU LAM SUPPORTED BY 
4 X 6 DF "I POST WITH 2 SIMPSON ST6224 AT EACH END 
TO CONNECT BEAM TO POST. 

32) HEADER FOR ENTRANCE DOOR FOR CLue LOUNC>E 
AND MARION THEATER USE 2 - 2 X Ii!> DF "2 SUPPORTED 
ON I 2 X 4 STUD TRIM. 

4.0) SECOND FLOOR IMFROVEMENTS 

4.1) CEILINC> BEAM OVER FIRESIDE ROOM AND 
FRESIDENT'S ROOM USE :;.12:;" X 165 24F-V4 OR 6.1;;" X I:; 
C>LU LAM. USE SIMPSON ECC COLUMN CAF5 WI 6 X 6 DF 
"1 FOSTS CONTRACTOR TO INSURE AT LEAST A 6 X'" 
CAl'i!RIES FOST LOADS TO BASEMENT AND FOUNDATION. 

42) HEADER FOR ENTRANCE DOOR FOR THE FIRESIDE 
ROOM AND PRESIDENT'S ROOM USE 2 - 2 X S DF "2 
SUPFORTED ON I 2 X 4 STUD TRIM. 

4.'3) NEW HEADER AT RSD STATION USE '3.12:;" X "'\" 24F-V4 
C>LU LAM SUFFORTED ON 2 - 2 X 4 STUD TRIM. 

4.4) CEILING BEAM OVER COUNTER AT RSD USE 3.12:;" X 
I:;" 24F-V4 OR :;.12:;" X 12" 24F. SUPFORT ON 2 - 2 X Ii> DF 
"2 STUDS. ATTACH EXISTING FERPENDICULAR BEAM TO 
NEW BEAM WITH SIMFSON HWU, IF FOSSIBLE. OR BEAR 
EXISTINC> BEAM ON TOP OF NEW BEAM WITH 2 - SIMFSON 
A3:;'S. 

4':') SECOND FLOOR LOBBY AND OFFICES 
MODIFICATIONS TO THIS AREA DO NOT AFFECT THE 
STRUCTURE. CONTRACTOR TO VERIFY THAT EXISTING 
FLOOR c>IRDER ABOVE THIS SFACE SPANS THE WHOLE 
SFACE AS IS A WI"'X40 STEEL ElM. 

!>,o) FRAMING ABOvE FIRST FLOOR IMFROVEMENTS. 

!>.I) FLOOR c>IRDER ABOVE TOF OF NEW STAIRS FROM 
TOTEM LOUNc>E USE 3.12"," X 10."," 24F-V4 C>LU LAM 
SUFFORTED ON 2 - 2 X '" STUD TRIMMERS. NOTE, 
CONTRACTOR TO VERIFY THAT DOUBLE TRIMMER LOAD IS 
TRANSFERRED TO LEvEL BELOW (BASEMENT) WITH AT 
LEAST 2 - 2 X Ii> STUDS. 
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ELECTRICAL SYMBOLS 
SOME SYMBOLS MAY NOT APPEAR ON DRAWINGS 

(E10 

BRANCH CIRCUIT IN VALL OR CEILING 
BRANCH CIRCUIT EXPOSED 

LIGHTER LINES \// ([) INDICATE EXISTING 

HASH HARKS • " or VIRES 
(NIl HASH HARKS It 2 vIRtS + 1 GRND) 

HASH HARKS'"' " OF 'JIRES VI HMD VIREO GROUND 

LIGHTING FIXTURE-FLUORESCENT-RECESSED HOIJ.IT 

LIGHTING FIXTURE-FUXlRESCENT-St.Rf"M:£ MOUNT 

LIGHTING rIXrUR[-Fl.lIJRESCENT-V/ 
EMERGENCY BATTERY INVERTER 

LIGHTING fIXTURE-flUORESCENT-ON 
EMERGENCY CIRCUIT 

LIGHTING FIXTURE-EXISTING SHDVN DOTTED 
(TYPICAl. TO RO()V[) 

LIGHTING rIXTUR£-[XISTlNG SHOWN LIGHT LINED 
(E) (TYPICAL TO REMAIN) 

LIGHTING fIXTURE-VALL HOLIH 
C LIGHTING rrxTURE-RECESSED 
~ LIGHT/FAN fIXTURE-RECESSED 

o LIGHTING nXTURE-CtILING HOUNT 
)8{ LIGHTING nXTURE-CtILING MOUNT 
(}I LIGHTING FIXTUR£-VN..L SCCliCE 
2 LIGHTING fIXTURE-BRACKET IOJHT 

ID LIGHTING fIXTURE-EMERGENCY BATTERY PACK 

(} LIGHTING FIXTURE-EHERGENCY BATTERY PACK 

00 ~~R~~EL~~I~T~:~T~~.AS TYPED * LIGHTING fIXTURE- SPECIAL REFER TO SPEC'S 

t.V ~ LIGHTING fIXTURE-EXIT LIGHT 
::u., 1>8 OCCUPANCY SENSOR 

~~DCCUPANCY SENSOR - 360· 

e OCCUPANCY SENSOR RElAY 
Ill> DlJPl.tX CONVtNltNCt DUTLtT (DCO) 

S, T q:p SAFETY or TAMPER PROOF TYPE DCO 
'ft. DCO tZOV V/ GROUND FAULT PROTECTION 
<fll DCO 120V VI ARC rAULT P1!IITtCTlIJ< 

" DCO 1ZOV V/ HALF SVITCHED 
~ aUADPLtx CDNVtN I tNCt OUTLt< 
tt DEDICATED DCO (HARD VIRE GROUND) 
9 OCDICATtD DCO (SPECIFIC tOUIPHE:NT> 
qJP OUTLET 208V - AS NOTED 

~NTD ~~OD5~§TA~L~~~I~~~ ~~%~¥::"'DU~~TS 
VHERE • W '" Tt£ NUMBER or OUTLETS/CABLES. 

GIl JUNTION BOX 
® FLOOR MOUNTED DUTLET - AS NlTED 
® CONNeCTION TO tOUIPHI:NT 
~ HOTOR DRIVEN DEVICE 

.s.q:J> • '" DEVICE OVER COUNTER 
S LIGHTING SWITCH - SINGLE Pa.E 
$a. LIGHTING SlIITCH - SECTION AS NOTED 
$J LIGHTING SVITCH - THREE WAY 
S4 LIGHTING SWITCH - FOlR WAY 
$0 LIGHTING SVITCH - DI_R 
$c LIGHTING SVITCH - KtYtD 
SP LIGHTING SlIITCH - PILOT LIGHTED 
SM LIGHTING SWITCH - MOMENTARY CONTACT 

$4R SVITCH - HOTDR RATtD 
~s IR ~ SVITCH - VITH OCCUPANCY StNSIR 

$: SECURITY MOTION DETECTOR 

~ StCURITY CAHtRA 

.::!}- EMERGENCY CAlL STATION 

@ DOCR POSITION SENSOR 

-I ELECTRIC WALL HEATER w/ stot 
a::II ( CADET '67506T ) 

ELECTRICAL PANEL V/NAME 
( TVP I CAL TO N(V) 

ELECTRICAL PANEL EXISTING'll/NAME 
(TYPICAL TO REMDVE) 

ELECTRICAL PANEL EXISTING V/NAME 
(E) (TYPICAL TO REMAIN) 

rIR[ AlARM SIGNAL LIGHT AND HORN 
(MINI I-6N STROBE LO\IER db) 

fIRE ALARM SIGNAl. LIGHT AND HORN 
( • p~zz I o· sound ) 

[E}- FIRE ALARM PULL STATtON 
~ FIRE ALARM HORN 

~ct::n ~::~ = ~:::: ~::~ AND HORN 
~ FIRE ALARM SHOK£ DETECTOR 

FIRE ALARM DUCT DETECTOR 
~ FIRE ALARM HEAT OCTtCTDR 
®..A fiRE ALARH OCTtCTDR wI A • /lUx. CONTACTS 
~SBFIRt ALARH SH!lI<t OCT. wI HIlRN STR!lBi: BASt 

~ rtRE ALARH HAGl<:TlC DOOR HOLOCR 

<L}SD ~:= ~~ :~~NT CDNt£CTION 

~BO rtRE ALARH OCTtCTDR CARBON HONOXIDE: 
"1....1' FIRE ALARM DETECTOR VI AB :z: ALARM BASE 

CHo- CARBON KJNOXID£ OUTLET 

®- K(Y PAD OOTLET 

& CARD READER LOCATHJi / YERIFY PRIDR 

0- COHHUNlCATJONS OUTLET 
fill- V!l.UHE: CONTR!ll. OUTLET 

C!>- CLOCK 
m- Cl[lCK-SPEAKER COMBINATION 

Cb- CLASS Bi:LL 
[><S>- CLASSRIXIH SOUND REINFORCEMENT SPEAKER 
[::!SJ- IIC SPEAKtR 

Er PUSH BUTTON I CALL BACK SIIITCH/\lITH SPEAKER 
G- PUSH BUTTON I CALL BACK SVITCH 

(!8- PUSH BUTTON I START-STOP 

DOOR BELL wI STROBE per ADA ~ 
DQ OATA OUTLET PROVIOE EACH 

'N'TDQ TELEPHOOE/DATA CUTLET a.ntET 1I.ITH r c. 
PRINTtR OUTLH f---~TTIC. PQ 

TVQ 
HQ 

TELEVISION CUTLET ,.,. •• OF OATA· 
AUDIO JACK OUTLET TELE CABI...e. 

AVQ VIOCO IlJTLtT 

" TELEPI-OE DUTLET 

INTERCOM OUTLET 

lEi' DISCONNECT VIrUSES 

8' DISCONNECT 

~ PH(JTD ELECTRIC CELL 

TC TIME CLOCK 

Nt. NIGHT LIGHT 
VP V[ATHER PROOF 

vG VIRE GUARD 
E. C. ELECTRICAL CDNTRACTIR 
Jl(R CIRCUIT BREAKER 
PEC PHOTO ELECTRIC CELL 
OCC NATIONAL. ELECTRICAL COOC 
VI "'ITH 
DCO DUPLEX CONVENIENCE ()JTLET 
CKT CIRCUIT 
.. r ABOVE rINJSH FLOOR 

...G BELOW rINISHED GRADE 

stll:} CIRCUIT BREAKER ENCLOSURE 
st = StruNT TRIP 

K INSTALLED IN TOE KICK AREA 

(El EXISTING ELECTRICAL DEVICE 
(TYPICAL TO REMAIN) 

f'ROV1CE EACH 
OJTLET tIlTH I 112" C 
TO ACCe6IeI.E 
caING OR ATTIC. 

f'ROV1CE EACH 
OJTLET tIlTH I" C. 
TO ACCE55I!lI..E 
CEILING OR ATTIC. 

!l nXTURt TYPE - LtTTtR UNOCRLIOCD 

o NUMBERED HEX SYMBOLSt REFER TO 
MECHANICAL EQUIPMENT CONNECTION SCHEOULE o LETTERED HEX SYHBOLSI 
REFER TO SHEET NOTES 

.&.00000 
OTHER SYHBOl SHAPESI 
REFER TO OTHER EQUIPMENT CONNECTION 
SCHEDULES AS NEEDED. 

'ii' NOTE, 
~.. DOTTED SYHBOlS REFER TO DEV I CES TO BE 
't' REMOVED. DASHED []R DOTTED CONDUIT LINES 

AV ON DEHO SHEETS ARE TO BE VERIFIED BEFORE 

¥ ~~~t O~~~&=~~~ ~~:,5N.IONS OF 

e-- l-CONDUIT FROM DEVICE: BOX TO ACCESSIBLE 
CEILING SPACE OR AS NOTED. 

~ CONDUIT HOME RUN FRCIC DEVICE BOX TO PANEL 
AS CIRCUITED. 

~ MJRSt CALL 

<I- MJRSt LIGHT 

DS~ DUTY STATION 

SS ~ STAFF STATION 

n:o- NURSE PULL STATION (EHERG.) 
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<D i' DCH. i' .,... ANI> Ii' V!NT. 

GENERAl, NOIES' 
I. JOlla TO ~ M2.5 POIIt WOItK IN IUBIDINT ~ • 
~ TO ARQ-IITEC'T'URAL DltAWINGa JIOR ~ ClUANTl'n' 
Of IUSlDetr ~ I~ 1',", IIU!2"1OPEL. 

2. ~ AI~ HWI!IU INDICATED ON DftAHI~. ttflI'OIItT 
ftESUL T1i TO ENCiINUlt. co NOT 0ItD£It GftJLU!S '"' 
ZXJC1HQIItI( WITHOUT N"1"'ItDV~ P"ItOM 1NGiNEER. 

•. S DII'IO'1'D POINT "" CONNEC'TlON ..... TO "",aTING. 

PEMOUOON PlM NOIES' 
CD """"""" TO It!MAIN. 

c 
o 
en 
c 
o 
3= 

en 

_No. 

M2.4 
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BEDROOM BEDROOM 

~~_c::=I~IJr .... ~. ;-~i! 
I ' 11 

LIVING/PINING I BEDROOM : I 
I : I 
~® ,I 
i : i 

®.~;;~ 
F~~I 

! i 
, i, --. BATH <D : 

;1' ;'~<D J~i 5 ! 

-' - ---I :-;;-~:"--- L~ L~J 

2-BEDROOM UNIT MECHANICAL DEMOLITION PLAN 2-BEDROOM UNIT MECHANICAL NEW WORK PLAN 
SC.II.E: '/4". "-0" SC.II.E: 1/4" • "-0" 

1-BEDROOM UNIT MECHANICAL DEMOLITION PLAN 1-BEDROOM UNIT MECHANICAL NEW WORK PLAN 
SC.II.E: 1/4" = "-0" SC.II.E: 1/4" = 1'-0" 

.-

LIVING AREA 

n 
lI: 

(!)11 
11 

" U 

" :: 
:, 

! 
l' :, 

STUDIO UNIT A. B & C MECHANICAL DEMOLITION PLAN 
SC.II.E: '/4" • 1'-0" 

GENERAL NOTES' 
I. nlE t1SQ.IANlCAL WOIItK ~ ON Tl-II. "'DT om-tCTB 1 

I!AQ.I ~ 'T"WE 2-BeDItOOI'1, I .. BEDItQOM AND aTUDfO UNITS. 
1ItEP'flIt TO AROtrrECT'LIItAL ClftAWINca J'Oft nI£ ~ 
QUA.NT1TY Of' TWDa 1ItOOI'18 TO H ~. 

PWi NOTES' 

<l> ""'TALJ.. NEH ~NG- JWlXTUIItE, ~ TO HA~ 
HASTE'VeNT. 

e:!) ~ ~ 1IeA-rn NIP TIl_TAT TO .....wH. 

(3) .. T ............ 1"UJI'I5IN<> I'IXT\JIOE, I!XTEND NIP IUCONNECT 
..... T<R, ...... TE NIP V<NT. 

e:!) IUMQVI! IOCIWJST ~AN. 

o CONNB:T EI'1 TO ""'~N<> DUCT NJCVE CElUN<>. 

(!) IUMQVI! I!UCT1OJG ~ ~EA-rn ANt> TIl_TAT, 

e:!) R!1.OCATE TIl!IOMOSTAT ... _ ON ""'" WOItK !'\.AN. 

® R!1.OCATEI) ~ ~EATEIt nl!la'1OSTAT. 

® ~DI! nl_TAT I'OIt 1lI'-I, 

<!D ""'~N<> E>OWJaT DUCT. 

@ ""'~N<> IEI..E'TIOJe BASIIIOCWtD ~EATmt. 

® E>OWJaT DUCT TO .....wH, 

LIVING AREA 

STUDIO UNIT A. B & C MECHANICAL NEW WORK PLAN 
SC.II.E: 1/4' = 1'-0" 

....J 
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TAX PAACS.. MJMBERS -
SITE ADDRESS 
12215 J£ 12Df S1JIIfIT _ ....... 
SlTEAAEA 
26lJ7B sa. fT. 
.. U51De 

SITE ACCESS 

VlCNTYMAP 
stAt£: , •• lDOD' 

flBJC fIQIT CF !MY cw H HQIflH (hE 127tH sr., 

PARKIIIO 
A£Q.lJ,R PARKJIG - 71 STAllS 
HNIlICNftD p1J!KI«: - I STAlL 
TOTAL. 71 PNIaHC STAllS 

ZONWG REOU/FiEMENTB 
za£: PR t.8 
fRCl/T SEIBAQ( • >Jf 
SIE ~ _ ~ BUT no SEE YARDS WST DXMl. AT lEAST I~ 
fI£NI. S£1BAOC - 10' 
&lAX. BIADfIG HDCHT. Jrt MO'£ A\£RACE UDIfG flf.YA1X»I 
LOT CCMRACE • 701 &lAX. 
p1JI(I«; fI£Ct.RD • 1.7 PER HJEPDI(HT INT 

1.0 PER ASSIS1ED U\WG INT 

R.OOD ZONe DESIGNATION 
SJIL£CT PRCf'EJfTY 15 DDXiNA1£D AS ZO£ Y (NIEAS DElEHIHD 10 BE' GV1'SII£' 5DO-\'£Nt 
~ ACCaDfC TO fUl(I) IN!I.RNiCE RAlE YAP f5JIllJCOJIOG. mrcmE DAlE 
HO\OIIER a. I. 

MADISON HOUSE 
AL T A / A.C.S.M. LAND TITLE SURVEY 

A PORTION OF THE SOUTHEAST OUARTER OF THE NORTHWEST OUARTER OF SECTION 28, 
TOWNSHIP 26 NORTH, RANGE 5 EAST, WM, Cf1Y OF KIRKLAND, KING COUNTY, WASHINGTON 

PROPERTY DESCAIPTlON 
(PER QtCACO mt£ ct:JI'Nrt CF IM9KltW CXIIBlWEHT NO. 0007I40-08 .wDIMllT 5ECCN) 

lRACT r. PUCD SOI.Hl CDfl(Jf" Aa:XJID«: 70 H' PlAT HR£Cf' R£CCR:I£D " \Q1IIIE 92 CF 
PlATS. PJ«(S) IS JIG 91, " ICWC 1XlMY, IMH'fG'JCW. AS COfIREC1ID PER mAT CERTAllIUI' 
IEXIIlfD WAY 10. lIn I.tIIER /£aRJNC HLIU8ER 7105100J(U. R£aR)S (J' SAD CCUITY. 
1OC£HR 11m PARCEL .f.1 Q1Y Cf' /IRQ.AM) SHau PlAT MAIlER 7&-g...9, I![t(JUD OCCD&R 
r. 1.78 tND ~ HUIIIi£R 781201D6.52. R£aR)$ (J'SAI) CXUI1Y. IEWG IICIiE 
PNnJClI..Afl.Y D£SCRIIED AS JtWJWS: 

~ AT 1J£ HCfl1I£AST caHR CF SAl) JHACT F; JtEHCE sanH J'4J'Ja" T£ST AlCHC 11£ 
CAST tJ£ JtD£[f' 42<4 98 FEET C UU8 - CIICfW. fIlA 1) FIET 10 11£ sa.nt£AST c:aHR (E 
SAD 1RACT NfJ n£ IIOST EASml.Y HORn£AST caHR CF SAD PARCEl. 4J; HNCE ~ 
SWTH J'4J"Ja" lEST AI.CWC $AI) £A5T LI£ A DlSTNa CF 8.J2 FEET 70 lI£ SIlJ1I£AST aIHR 
(E PMal. 4J; lJOCE HCRlH an5'2r 1l£ST AlCHC D£ StlIHrl.Y NfJ I6ll7I.Y lJ£ CF SAl) 
PNtCR .u A DlSTN«:E OF m.m fEET 10 III N«U PONT nDEOt MHCE CCW~ ALa«: 
SAD 1H' saini 57"J2'05· !'lEST 4'.64 FIET 10 III NKH PC»fT MJEtIt HHCE CXWlHK 
AL.CWC SAD tJ£ NCRlH 7S"J81S- lEST 74.&4 fEET TO AH NfQ.£ PCIHT HJEff: ltINCE 
CQIflJNlMIG ALafC SAl) I.K NCJtlH SIm'1~ \I£ST 147.73 FEET 10 NI NKJE. PONT MJ£Ot 
HNCE CXJilN.R N..QK; SAD lJ£ SWDf ~1'15"' I'I£ST IDQ.Ol F££1' TO III .wcu: PONT 
1HE7f£CW; TH£NC£ a»nKN: ALCWG So\D 1.1£ NQltlH 04Q"4J'J4. 'lEST ItuS FEIT 10 NI NKI..E 
PONT HR£tJt MNCE' CXJflWUHG AL.CWC SAD t.N: HQlrJH 24t15"Jfr lEST tJl.7B FEn 10 Nt 
NKJE. PCIHT HR£DH; n£HCE <X'W'INK ALCWG SAD lIE HORIH TJfIrXf' lEST lSl.tIiI fEET 10 
11£ NCW1HVI£ST CCfHR CF SAl) PMal. 4J; HHCE' Hamf 81'51'25"' £A5T AU:HG SAD Hamf 
I.H &4.48 FE£T (M.49 REtXIID) 10 n£ UOST NQIfHJI.Y HOR1I£AST caNJI: CF SAl) PARCEL NIJ 
n£ NCJmf'l6T CCJHR CF SAD 1RACT f; HHCE AUMC n£ NCRlH lIE (E SAl) 1RACT 
Nam/ ~ EAST lJU1 fE£T 10 1f£ SI:lIltftIEmHl.y RfQfT (J' 'lMY lJ£ fS' NCft1t£AST 
1281H S1REU. SAIJ PCJHT !IEWG Ql It aJM: 10 11£ ILFT JlICII WfOl 1f£ CEHlER l.ES 
NamI WJO'ofr £A5T J2S.oo FIET asTNU; HNCE ALCWG SAl) aIM' 10 11£ lUT JIG IICHT 
CF WAY ltIKlJQf A CDflRAl. N«U CF 6t'3J"4r Nl NfC DlSTNCE CF JfI.21 FEET 
(34i.20 R£CaII)) lD A PCIHT CF TNKERC'f CW $AI) IIGfT CF IM~ HNCE c:cJi1N.R] N..tm 
SAl) fIIQfT rE' !MY HCftlH 7r.i5"S5" £AS]' 185.45 FIET (185.07 fIE'CaIO) 10 iii NKU' PONT cw 
SAl) RIQIT rE' IMY; 'MNCE COflHI«i IoUWC SAl) IIQfT rE' !MY SOUlH 88"52'JD" EAST 
16.20 FEET (ll.S1l£CC11)) 10 BE PCWfT CF 8EQHrfG. 

IKJ JOG£1tIH W1H lHOSE CERTAN ~ EA5EIOT RICMS AS aNfAHD " WS'lRI.Wa 
fECCIIID YAY &. 1m I.HlER JEC:IH:N: NO. 7705CI5OI5l. 

TITLE COMMTMENT NOTES 
fB.W«:t IMS PlACED (II CHCACO TI11£ aJIIlNft fF WASfR100 CCI&II'nENT NO. 000784IH1f. 
mrcmE JJIIJN(Y 17. 201-4 AT 1:00 AJL Ftft 11£ N'OtUAJIQI f'R£SEN1m 011 DIS SUMY. 

METHODS AIID EOUIPMENT 
SlIMY ftlFtAUED WlH A I· 1OTM. STATKJrf. ~ lRAKRSE' IKJ RADIAL SUMY .YE1HIXIS. 
DtS UMY IE1'S (II D'CEIDS ACtJMJC'( RBX&JBfiS c:c:wTAH:D " !Me JJ2.1JQ.0I0. 

SURVEY STAllDAADS 
Sl.IIn£Y IE1'S (II DCElDS JI:JlJffJC'( f£QtHIENTS AS awrAHD " WAC. JJ2.1JQ.DIO IKJ n£ 
SUMY~IIEREIINJEW NXISIIJNlC£NlH HWUJU NfQ.E;, fXSTN«:E;. NI) 
a.osutE REQtHIIHJS WfOf CXJI1Ra.l.NI) 8Ot.NlAR£S ftIl ALT.A./A.c.s..u. l.NI) mt.£ ~ 

F1EFEF/ENCEES 
I. PlAT CF PUCET SI1N) CDID R£CCR:IED IH \WAlE 92 (E PlATS. PACES 95 IN) .. 

RE'(XR)S (E a«: a:tWlY. ~ 
2. II1TJAWf CF c:atfEC1'ICW a PlAT, NH 7105100304 ~ HOlE II. a "'SOm.lE a -nDIS1 
J. aTY CF kIIICI..NG SHCIIT PlAT NO. 71-9-9, NH 7112010152 (UNl15 IJ.£CIl£) 
4. R£CaI) CF SI.IM:Y, IrFN 2ODBJ0229OOOQ.2 

BASIS OF BEARINGS 
PUaJ' SOOhD aND fECCIIID II \Q.IJWE 92 CF PlAts. PN:IS 95 IKJ 91. IIlXR)S CF a«: c:a.tm'._ 

SURVEY NOTES 
I. AlL nnE 1IIfl:RWA1JCW SIiCIM Of DIS lIN' HAS IEIN TAICEH not OICACO mt£ CfMINl'f 

CF IMSHHG1tW CC1111U£HT NO. CJOO784O-(IIIf /lREPNlIHC DIS WoP, JIIfX. D«:HlRtC HAS 
CCIOJC1ED NO NlEPEJI)f}rlf TI11£ RESEAROI .. PREPARAJICIf CF DIS YAP, HCft 15 N1£X 
~ AIW£ (E NIY ISSUES ~ DE Sl.IM'Im PRQI£RTY OHH 1lWI ntOSE 
9fO'tIN OH D£ IIN'. N1fX. £HCHI]tI«: HAS RELED IHIUY QI OICACO tm£'S 
IlEPREDJAlICWS CF It£ lULE'S aJ01DI TO PREPNIE lHS SlIMY IKJ M1IETQIIE N'a 
CHCHE1fJIC IX.W.RS n£ IUPS JaJJRItCY IN) IXIIfII.lJEJESS 10 tHAT OOEHT. 

2. DATA Ftft DIS SlIMY WAS GAltIfJIG f1t IBlI lRA'aS[ U1lJ2WC DLC1JKNC DATA 
caJ.£C1JCWCJfI-7-1-4'JHta.QlI+I4. 

J. PR<JIERTY aJINERS fOE HOT SET AS PNfl CF MS SJMY. 
4. I/JIJlIS OHR ltWf 9IOWf WAY DIST '" If£ S1E. n£ ~ DC£S NOT w.wrNn' 

tHAT H t.NlERQIQN) UII1IES 9fCIIH Nf£. II n£ EXACT lCCAJICN NlICATED. ~ 
EXCAVAlDf. n£ EXACT 1.OCA1ICIf CF lHIfRQKlN) FrAllII£S CNIfOT BE ACCtRATD.Y. 
aJI'l£1D.y, NG R£UJa.Y IlPICIED. \I£RE AIXI1JarW.. (ll1I(JI£ DETMlD NtlfMA1JCW IS 
R£Q.HD, n£ a.LHT 15 AIMSED lHAT EXtAVA1JCW YAY 8£ 1£CESS,f,RY. n£ Sl.In£ltIf DCES 
aJflFY mAT 11£'( II£. 9fCIIH AS ACX1RAlELY AS POSSII£ FHOIIIBlI Sl.fMY NlRlATICIt. 
RllGA1JCW CCWJRQ. VALlES. SfIRHCIlRS. JIG SCIE l..NfJSCA,OfiC ImtS IIERE HOT lOCA1£D 
AS PMT CF HS sun£Y. 

S. no£' IS NO C8SERVAIl£ £\IIHCt CF £MlH IIOWIC IKJI( (If IU.DfrIG aw51RUC11CW 
vntN n£ R£am IICMHS. 

I. lI£RE IS NO C8SERVAIl£ [\Il9a' CF 1t£ 9l'E iiEWG u:sm AS A 1MS1'E DtII'. !il.IP. (II 
SNfTMY' tNaIL 

7. iU.DNG NO AS SHOIH (If 9ET 2 BASm I.I'CfI UlIINC EXJDIat /.I£ASlHJ,IOO'S IIAD£' 
ATCRa.fI) I.£\£L 

a. PRCfESSOrIAL 1J,I&ITY IS PfIO'tUD BY 1£W HoI.I.P9H ~ CtJIIPNl'f. PCIJCY NJIIIER 
542OCI561DJ." n£ AIIClWTCF S1.00a.ooa. 

SURVEYOR'S CERTACATION 

10 (l) """""" P_ w:. A """_ UII1ED uaJJY CW'Nrr. (I) sac f'HAHQAI, ,.., (I) Ba<F. /IA d/b/. 
BNIC CF AIIDICA. rt5 suc:ct:SStRS IN) ASSICH$. NI) Pr) otCACO TI11£ CfMPJMY CF 1MStfJfG'TQt 

ntS IS TO c.mJFY tHAT ntS lUI' CIt PlAT NI) 1f£ sun£Y CW JHCH rr IS BASED IDE UAD£ II ACCCfIDN«E W1H 
n£ 2011 IIfUAI STNIloUI) 1ETM. f£Q.IIlEHlS ftIl ALTA/A.c.sJL l.NI) mt£ sunos. .DIlLY ESTA8J9£D N6J 
ADCPTED BY ALTA NG N.S.P.s,. MJ IIQJJlfS nElIS 2. J. .. 6(0). 7( .. bl. c). a. 8. 11(_). Ill'" IS. la NG 21 CF 
TA8l£ A DDECF. n£ FElD lOll( JMS aJII'I.£lEl) CW 1-1J-14. 
DAlE' (E PlAT (II YAP: 1-2t-14 

CAlESEALeD D 

SHEET i.OF!.. 
I"I.!:NO 32575 

OAl'f)( ElIGINEERIIIG PUC 2013 



pAJlCEL 41 

TP 692840-0030 
COVENTRY 11 DDR 
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TP 692840-0040 
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MADISON HOUSE 
ALT.A / AC.S.M. LAND TITLE SURVEY 

A PORTION OF THE SOUTHEAST OUARTER OF THE NORTHWEST QUARTER OF SECTION 28. 
TOWNSHIP 26 NORTH, RANGE 5 EAST, W.M, CITY OF KIRKLAND, KING COUNTY, WASHINGTON 

REFE:FIE:NCES ENCROACHMENT NOTE 
1. PlAT Of PtI«T SOtW CENTER RECORIlED IN VOUJUE 92 Of PlATS, PAGES 95 AND 96, 

Rf:CI:mDS OF KING CCOHTY, WASHlNGnw. 
2. AfflDA'oir OF CORREC1ION Of PlAT. AfN 7105U}OJIM (SEE NOlE #f8 Of "SCH£DUt.£ 8 - ITEMS" 

Cf4 SHEET I) 

1ffiS SUR\'£)' SHOWS A BfJII.DIHG ENCROAC1iWfNT INTO m£ 12' SfJBACK AREA IN mE HOfi'TI'IfRH 
PORllOH Of 1HE SITE. ~ 1HE KIRKlANO Pf..ANM/'4G DfPAR11ID4T HAS \otRIflfD mAT THE 
BUIlDING MET HDGHT AND SETBACK REOUIRDI£NTS AT iH£ TlWf IT WAS BUIlT, 

~ orr OF KlRKl..ANO SHOOT PlAT Ml 76-9-9., AfN 76120106S2 (MAP IS !U£GIBl£) 
4. RECORD OF SURVfY, AFH 2008102.2900002 
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jlCEL 42 
p~. 76- 9- 9 

S. (TYP.) 

---

-------------~--
NAlUI!AI. C1AS _S)""""" 
A.F.H.9JOOO7OJOO 

---
---

TP 692840-0070 
TOTEM LAKE 

PARTNERS LLC 
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10' P!IIES1l!MN 1 I 
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AFJl. 780J061050 I I 
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ISIE!1.El£C1RIC_ 
I TOIlER (lII1H 1M.1IPtE 
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I H-SlIH£S-NOTSHOIW) 
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1 1 
1 1 
1 1 
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TP 866327-0010 
ALTANATURAL CORP. 

1 - 1- __ 

: I ---

II 
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GRAPHIC SCALE 
~ 0 ffl ~ rv. ... : : 

TP 282605-9117 
TOTEM LAKE 
HEIGHT APTS 

LEGEND 
$ fOUND AIOIfUMEHT AS HOTED 

60 

! 

ill CAl.ClJt.A1ED POSITION Of PLAT MaMIDlT. 
SEARCHED FOR. BUT DID NOT AND (JAN. 2014) 

0 SAHfl'ARY SEMER MANHOlE 

0 STI:lRM IlRAfH CATCH BASIH 

A FIR£ H'lDRANT .. il!A1ER VAL~ .. WA1£R IIE1fR 

1 WA1ER BLOW OFf 

f1R£ D£PARllOT CONN£CllOH 

HOS£ "" . WATER PUMP (POOD) 

9--):( UGHT p()(£ &: UJ/.fIHAJRE ARM 

* '_P<ll£ 
" YARD lIGHT 

III UTfUTY.AJHCTfON BOX 

B.£C11OCAI. OU1!£T 

IE ElECTRfCAL (POe) VAUlT 

rn TELE'CtMfl.INfCA1JONS VAUlT 

a NAWRAl GAS VAlVE 

~~ PAlH1E!) 1RAfFlC ARRO~ 

~ HANDICAP PARKING SPACE 

(Rx) R£CORO 1Nf00000llON SEE R£fER£NC£ UST 

(M) M£ASlIRfD DISTANCE 

(e) CALaJtAlED OlSTANCE 

ASPHAlT 

CONCRElE 

aR"" 

I 
81 
! 
I 2 

~ 

DAlE SEAI.S) :3 " 

SHEET ~OF.!. 
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Permit # 

Address 

Work Class 

Project 

Owner 

CITY OF KIRKLAND 

BUILDING DEPARTMENT 

BMF14-05922 

12215 NE 128TH ST 

INTERIOR ALTERATION 

KIRKLAND PARTNERS lLC 

Date Submitted 10/01/2014 

Date Approved 

Reviewed By 

. , ,. 




